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SCALE 1" = 20'

0 20100 2010

LP00.00

PLANT MATERIAL SETBACK CHART

ARE TO THE STEM OR TRUNK OF THE PLANT BEING INSTALLED. 

ENGINEER DURING PLANT STAKING OR LAYOUT. DISTANCES BELOW 

SPECIFICATIONS. SETBACKS APPLY UNLESS OTHERWISE ADJUSTED BY 

THIS CHART SUPPLEMENTS SECTION 8.02.3(7) OF THE STANDARD 

LEGEND 

SYMBOL ITEM QTY.

ITEMSYMBOL QTY.

SEEDING AREAS

136 (SY)

PROPOSED BUILDING 

ELECTRICAL PLANS FOR DETAILS

ELECTRICAL ENCLOSURE.  SEE

SEE ARCHITECTURAL PLANS

PROPOSED QUARRY SPALL,

SEE ARCHITECTURAL PLANS

COLUMN LOCATION

3-IN DEPTH

BARK OR WOOD CHIP MULCH,

3-IN DEPTH

SOIL AMENDMENT, 

SOIL PREPARATION AREAS

SOIL PREPARATION NOTES:

146 (SY)

SOIL PREPARATION PLAN

LINE OF ROOF ABOVE

EXISTING CURB LINE

EXISTING POLE LIGHT

ADA RAMP ACCESS

PROPOSED STAIR AND 

146 (SY)

136 (SY)
3 IN DEPTH

FINE COMPOST,

4. PLANTING WORK WILL BE DONE BY WSDOT.  

PREPARATION.

SHALL BE ALLOWED WITHIN THE PLANTING AREA SOIL 

3. ONCE SOIL AMENDMENT IS COMPLETE, NO EQUIPMENT 

AND DETAILS.

2. SEE SHEET LD01.00 FOR SOIL PREPARATION SECTIONS 

SPECIFICATIONS 8-01.3(2).

PLANTED OR SEEDED IN THE PLANTING PLANS PER STANDARD 

1. SEED ALL DISTURBED AREAS NOT OTHERWISE SHOWN AS 

AND MULCHING

SEEDING, FERTILIZING, 
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LD00.00

NOT TO SCALESECTION VIEW

PLANTING AREA SOIL PREPARATION -  SEQUENCE OF WORK 

3"

3"

12"

TO 9-14.5(3) AND 8-02.3(11).

3" DEEP ACCORDING 

INSTALL BARK OR WOOD CHIP MULCH 

8-02.3(5)C,

12" DEPTH ACCORDING TO 

INCORPORATE  SOIL AMENDMENT TO 

ACCORDING TO 8-2.3(6) 

PLACE 3" SOIL AMENDMENT 

NOT TO SCALESECTION VIEW

PLANS AND SPECIAL PROVISIONS. 

FERTILIZING ACCORDING TO THE 

INSTALL SEEDING AND 

ACCORDING TO 8-2.3(6) 

PLACE 3" FINE COMPOST 

SEEDING AREA SOIL PREPARATION -  SEQUENCE OF WORK 
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PLANTING AREA SOIL PREPARATION 
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GRADE

FINISHED 

COMPOST (TYP)

3" FINE 

STEP 1 STEP 2

SEEDING AREA SOIL PREPARATION 
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ISLAND COUNTY:

PROJECT INFORMATION

INTERNATIONAL BUILDING CODE:

USE & OCCUPANCY CLASSIFICATION
(SECTION 304,&311)

BUILDING HEIGHTS & AREAS TYPE VB NON-SPRINKLERED 
(TABLE 504.3, 504.4, 506.2)

FIRE RESISTANCE REQUIREMENTS
(SECTION 602, TABLE 601, TABLE 602 AND TABLE 705.8)

BUILDING ELEMENT FIRE RESISTANCE RATING FOR TYPE VB

MEANS OF EGRESS - CHAPTER 10

OCCUPANT LOAD AND NUMBER OF EXITS REQUIRED
(SECTION 1004 AND TABLE 1004.1)

REFER ALSO TO LIFE SAFETY PLAN ON SHEET A00.04

OCCUPANT LOAD FACTORS:

B BUSINESS BUSINESS AREAS 150 GROSS

APPLICABLE CODES

PROPERTY OWNER: WASHINGTON STATE FERRIES

2901 THIRD AVE., SUITE 500

SEATTLE, WA 98121-3014

TEL: (206) 464-6400

APPLICANT: TOBEN WINDAHL

WASHINGTON STATE FERRIES

2901 THIRD AVE., SUITE 500

SEATTLE, WA 98121-3014

TEL: (510) 590-8722

PROJECT ADDRESS: 1400 SR20, COUPEVILLE, WA 98239

LEGAL DESCRIPTION: REFER TO SUNDRY SITE PLAN

PARCEL NUMBER: R13122-202-2000 

JURISDICTION: ISLAND COUNTY, WASHINGTON

PROJECT DESCRIPTION: CONSTRUCTION OF A CONCRETE FOUNDATION, ACCESS RAMP, 

STAIRS AND CANOPY FOR INSTALLATION OF A L&I GOLD-RATED 

PREFABRICATED OFFICE. OFFICE WILL HAVE MODIFICATIONS 

INCLUDING: INSTALLATION NEW EXTERIOR CLADDING, DOORS, & 

WINDOWS AS WELL AS A MODIFICATION OF THE EXISTING

ELECTRICAL DESIGN. 

PROJECT DATUMS: WSF TYPICAL VERTICAL DATUM IS MLLW ('83-'01). APPENDIX 

'X' OF THE WSF TERMINAL DESIGN MANUAL PROVIDES 

TRANSLATION BETWEEN NAVD-88 & MLLW DATUMS AT 

COUPEVILLE. SUBTRACTING 1.12 FROM THE MLLW 

VALUE PROVIDES THE CORRESPONDING NAVD 88 VALUE.

INTERNATIONAL BUILDING CODE, 2018 EDITION
PUBLISHED BY THE INTERNATIONAL CODE COUNCIL (ICC), TOGETHER 

WITH ALL SUPPLEMENTS THERETO, MANDATED STATE AMENDMENTS 

AND SUBJECT TO THE MODIFICATIONS SET FORTH BY THE STATE OF 

WASHINGTON IN CHAPTER 51-50 WAC

INTERNATIONAL FIRE CODE, 2018 EDITION
PUBLISHED BY THE INTERNATIONAL CODE COUNCIL (ICC), TOGETHER 

WITH ALL SUPPLEMENTS THERETO, MANDATED STATE AMENDMENTS 

AND SUBJECT TO THE MODIFICATIONS SET FORTH BY THE STATE OF 

WASHINGTON IN CHAPTER 51-54A WAC

UNIFORM PLUMBING CODE, 2018 EDITION
PUBLISHED BY THE INTERNATIONAL ASSOCIATION OF PLUMBING AND 

MECHANICAL OFFICIALS, TOGETHER WITH THE WASHINGTON STATE 

AMENDMENTS AND SUBJECT TO THE MODIFICATIONS SET FORTH BY 

THE STATE OF WASHINGTON IN CHAPTER 51-56 WAC

WASHINGTON STATE ENERGY CODE, 2018 EDITION

WASHINGTON STATE ENERGY CODE, 2018 EDITION
DEVELOPED BY THE WASHINGTON STATE BUILDING CODE COUNCIL AND 

SET FORTH IN CHAPTER 51-11C WAC

BUSINESS GROUP B. BUSINESS GROUP B OCCUPANCY INCLUDES, AMONG OTHERS, 

THE USE OF A BUILDING OR STRUCTURE, OR A PORTION THEREOF, FOR OFFICE, 

PROFESSIONAL OR SERVICE-TYPE TRANSACTIONS, INCLUDING STORAGE OF RECORDS 

AND ACCOUNTS.

BUILDING CODE SUMMARY
GENERAL:

1. CODE & EDITION: INTERNATIONAL BUILDING CODE, 2018 EDITION

2. JURISDICTION: ISLAND COUNTY, WASHINGTON

3. CONSTRUCTION: NEW

4. CONSTRUCTION TYPE: VB

5. OCCUPANCY TYPE: B, BUSINESS

6. HEIGHT: 13.66' (40'-0" MAX (TYPE V, NS)

7. BUILDING AREA: 441 SF NET BUILDING AREA

528 SF GROSS BUILDING AREA

1116 SF CANOPY AREA

8. PARCEL AREA: 29 AC (LEGAL) / 22.92 (G.I.S.)

8. FIRE PROTECTION: UNSPRINKLERED

9. OCCUPANCY TYPE: B (OFFICE)

10. FUNCTION OF SPACE: OFFICE AREA (PER IBC TABLE 1004.5)

11. OCC. LOAD FACTOR: 150 GROSS (PER IBC TABLE 1004.5)

12. OCCUPANTS: 4 (528 SF/150 OCCS/SF)

13. REQUIRED EXITS: 1 (PER IBC TABLE 1006.2.1)

14. EXITS PROVIDED: 1 PER EACH ROOM

ZONING SUMMARY

GENERAL:

1. JURISDICTION: ISLAND COUNTY, WASHINGTON

2. ZONING CODE: ISLAND COUNTY ZONING CODE, CHAPT. 17.03

3. ZONE: PARKS (PK)

4. SHORELINE CODE: 17.05A ISLAND COUNTY SHORELINE MASTER PROGRAM 

REGULATIONS AND PROCEDURES

5. SHORELINE ZONE: HIGH INTENSITY (HI)

6. HISTORIC ZONE: EBEY'S LANDING NATIONAL HISTORIC RESERVE; 

DESIGN REVIEW APPROVED ON 2/2/2022

7. CURRENT ZONING USE: FERRY TERMINAL 

8. PROPOSED ZONING USE: FERRY TERMINAL (NO CHANGE)

9. PARKING: NO CHANGE

10. SETBACKS: SHORELINE SETBACKS:

20'-0" FROM MARINE, STEEP SLOPE BUFFERS

SHORELINE BUFFERS:

30'-0" MARINE BUFFER FROM OHWM

50'-0" STEEP SLOPE BUFFER FROM TOP OF 

BLUFF

PK ZONE SETBACKS:

20'-0" FROM ROADWAY R.O.W. AT ROAD

5'-0" SIDEYARD

11. HEIGHT: 35'-0" MAX (PK ZONE)

12. SITE COVERAGE: MAX IMPERVIOUS SURFACE = 80% (PER 17.05A.090)

EXISTING IMPERVIOUS = 207,108 SF (4.76 AC)

NEW IMPERVIOUS =   1549 SF (0.036 AC)

TOTAL SITE IMPERVOUS = 208,657 SF (4.79 AC)

PERCENT IMPERVIOUS = 20.9% (4.79/22.92)

BASIC ALLOWABLE BUILDING HEIGHT: B: 40

BASIC ALLOWABLE NUMBER OF FLOORS: B: 2

TOTAL ALLOWABLE BUILDING AREA: B: 9,000 SF

STRUCTURAL FRAME: 0 HOURS

BEARING WALLS - EXTERIOR: 0 HOURS (IF > 10' FIRE SEPARATION)  

   

BEARING WALLS - INTERIOR: 0 HOURS   

NONBEARING WALLS/PARTITIONS - EXTERIOR: 0 HOUR 

NONBEARING WALLS/PARTITIONS - INTERIOR: 0 HOUR  

  

FLOORS (INCLUDING BEAMS & JOISTS): 0 HOURS 

  

ROOFS (INCLUDING BEAMS & JOISTS): 0 HOURS

OPENINGS IN EXTERIOR WALLS: UNLIMITED IF > 30' FIRE SEPARATION 

DISTANCE (UNPROTECTED, NON-SPRINKLERED)   

CODE ANALYSIS

EXIT CAPACITIES
(SECTION 1005.3.2)

DOORS 0.2 INCH/OCC (NON-SPRINKLERED)

EACH PROGRAM SPACE PROVIDED WITH 32" MIN. CLEAR DOOR 

= 32/0.2 = 160 OCCUPANT EGRESS CAPACITY PER DOOR

SR20 COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

VICINITY MAP

REFER TO SUNDRY SITE PLAN

SR20
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AGENT'S OFFICE
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UP

WASHINGTON STATE ENERGY CODE

COMPONENT U-VALUE

CODE ANALYSIS (CONT'D)

HEIGHT ANALYSIS

BASED ON WA STATE AMENDMENTS CHAPTER 51-50 WAC, TABLE 

2902.1 - MINIMUM PLUMBING FIXTURE REQUIREMENTS:

OCCUPANCY DESCRIPTION WATERCLOSETS LAVATORIES

B BUSINESS

MALE FEMALE MALE/FEMALE

1 PER 25 FOR FIRST 

50 & 1 PER 50 

REMAINDER 

EXCEEDING 50

1 PER 40 FOR FIRST 

80 AND 1 PER 80 

FOR REMAINDER 

EXCEEDING 80

OCCUPANT LOAD FOR PLUMBING FIXTURE COUNT:

AGENT'S OFFICE (B): 4

PLUMBING FIXTURES REQUIRED & PROVIDED:

WATERCLOSETS LAVATORIES

MALE FEMALE MALE/FEMALE

REQUIRED: 1 1 1

PROVIDED*: 1 2 1

DRINKING FOUNTAINS: PER 2902.5.1: OCCUPANT LOADS OVER 30 SHALL 

HAVE ONE DRINKING FOUNTAIN FOR THE FIRST 150 OOCUPANTS, THEN ONE 

PER EACH ADDIITIONAL 500 OCCUPANTS

NO DRINKING FOUNTAIN REQUIRED FOR 4 OCCUPANTS

C402.3:  BUILDING FENESTRATION ENVELOPE REQUIREMENTS

C301.1: CLIMATE ZONE - 4C (MARINE), ISLAND COUNTY

TABLE C402.2: OPAQUE THERMAL ENVELOPE ASSEMBLY REQUIREMENTS:

DOORS

OPAQUE

SWINGING (<50% GLASS AREA)

U-37

   

FIXED U-0.38 

OPERABLE U-0.40

ENTRANCE DOORS U-0.60

   

C402.3.1.1:  VERTICAL FENESTRATION AREA CANNOT EXCEED 40% OF THE

GROSS ABOVE-GRADE WALL AREA PROVIDED:  

1. NO LESS THAN 50% OF THE CONDITIONED AREA IS WITHIN A 

DAYLIGHT ZONE

2. AUTOMATIC DAYLIGHTING CONTROLS ARE INSTALLED IN DAYLIGHT 

ZONES

3. VISIBLE TRANSMITTANCE OF VERTICAL FENESTRATION IS GREATER 

THAN OR EQUAL TO 1.1 TIMES SHGC 

C402.4.1.2.1:  AIR BARRIER IS REQUIRED - AIR PERMEABILITY NO 

GREATER THAN 0.004 CFM/FT2 - ASTM E 2178

C402.4.7:  VESTIBULES ARE NOT REQUIRED PER EXCEPTION 7 -BUILDING

LESS THAN 10,000 SF IN AREA AND LESS THAN FOUR STORIES 
ABOVE GRADE

C411: SOLAR READINESS

C411.2: MINIMUM AREA: THE MINIMUM AREA OF THE SOLAR ZONE SHALL BE DETERMINED BY 

ONE OF THE FOLLOWING METHODS (...) :  

1. 40 PERCENT OF ROOF AREA. THE ROOF AREA SHALL BE CALCULATED AS THE 

HORIZONTALLY-PROJECTED GROSS ROOF AREA LESS THE AREA COVERED BY SKYLIGHTS, 

OCCUPIED ROOF DECKS AND PLANTED AREAS.  

40% ROOF AREA = 1118 SF X 0.4 = 447 SF

PROPOSED SOLAR ROOF AREA =  384 SF

NOTE THIS IS THE MAXIMUM AMOUNT OF ROOF FEASIBLE ORIENTED TOWARDS THE SOUTH

ORIENTATION

PF< 2

0.2 ≤ PF ≤ 0.5

PF ≥ 0.5

SEW

0.38

0.46

0.61

N

0.51

0.56

0.61

MISCELLANEOUS REQUIREMENTS

906.1 PORTABLE FIRE EXTINGUISHERS ARE REQUIRED - REFERENCE IFC 

TABLE 906.3 - ORDINARY HAZARD OCCUPANCY:  

MINIMUM RATED SINGLE EXTINGUISHER 2-A; (1) PER BUILDING PROVIDED 

MAXIMUM FLOOR AREA PER UNIT OF A - 1,500SF; 

MAXIMUM FLOOR AREA FOR EXTINGUISHER - 11,250SF; 

MAXIMUM TRAVEL DISTANCE TO EXTINGUISHER - 75'.

SR20 COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

PLUMBING FIXTURE REQUIREMENTS

ACCESSIBILITY

1005.7.1:  DOORS, WHEN FULLY OPENED, SHALL NOT REDUCE THE 

REQUIRED WIDTH BY MORE THAN 7 INCHES (178 MM). DOORS IN ANY 

POSITION SHALL NOT REDUCE THE REQUIRED WIDTH BY MORE THAN 

ONE-HALF.

1010.1.2.1 DOOR SWING DIRECTION: PIVOT OR SIDE-HINGED SWINGING DOORS 

SHALL  SWING IN THE DIRECTION OF EGRESS TRAVEL WHERE SERVING A ROOM 

OR AREA CONTAINING AN OCCUPANT LOAD OF 50 OR MORE PERSONS

COMMON PATH OF TRAVEL (1014.3) 100 FEET FOR GROUP B 

OCCUPANCIES

EXIT ACCESS TRAVEL (TABLE 1017.2) 200 FEET FOR GROUP B 

OCCUPANCIES

1101.2:  PER WA STATE AMENDMENTS, BUILDINGS AND FACILITIES SHALL

BE DESIGNED AND CONSTRUCTED TO BE ACCESSIBLE IN ACCORDANCE 

WITH IBC 2012 AND ICC A117.1, 2009 - EXCEPT FOR THOSE PORTIONS 

OF ICC A117.1 MODIFIED BY THE STATE AMENDMENTS.

OTHER EXIT REQUIREMENTS

CODE ANALYSIS (CONT'D)

PLUMBING FIXTURE REQUIREMENTS (CONT'D)

* DISTANCE: PER 2902.3.3:

"IN OCCUPANCIES OTHER THAN COVERED AND OPEN MALL BUILDINGS, THE 

REQUIRED PUBLIC AND EMPLOYEE TOILET FACILITIES SHALL BE LOCATED NOT 

MORE THAN ONE STORY ABOVE OR BELOW THE SPACE REQUIRED TO BE 

PROVIDED WITH TOILET FACILITIES, AND THE PATH OF TRAVEL TO SUCH 

FACILITIES SHALL NOT EXCEED A DISTANCE OF 500 FEET" 

CURRENT DISTANCE TO RESTROOMS FROM PROPOSED BUILDING IS 460'-0": 

COMPLIES

SHGC FOR ALL VERTICAL FENESTRATION

NOTE: EXISTING BUILDING IS L&I GOLD-CERTIFIED, WHICH INCLUDES 

PREVIOUSLY APPROVED ENERGY CODE-COMPLIANT DESIGN; NEW WINDOW & 

DOOR MODIFICATIONS TO EXISTING STRUCTURE TO COMPLY WITH CURRENT 

PRESCRIPTIVE REQUIREMENTS OF 2018 WSEC; 

NEW CANOPY & FOUNDATION STRUCTURE ARE EXTERIOR IMPROVEMENTS 

MEETING THE DEFINITION OF 'LOW ENERGY BUILDING' PER C402.1.1.1 & IS 

EXEMPT FROM THE BUILDING THERMAL ENVELOPE REQUIREMENTS OF THE CODE

   

DEFINITIONS PER IBC 2018:

BUILDING HEIGHT: "THE VERTICAL DISTANCE FROM GRADE PLANE TO THE AVERAGE HEIGHT OF 

THE HIGHEST ROOF"

GRADE PLAN: "A REFERENCE PLANE REPRESENTING THE AVERAGE OF FINISHED GROUND LEVEL 

ADJOINING THE BUILDING AT EXTERIOR WALLS. WHERE THE FINISH GROUND LEVEL SLOPES 
AWAY FROM THE EXTERIOR WALLS, THE REFERENCE PLANE SHALL BE ESTABLISHED BY THE 
LOWEST POINTS WITHIN THE AREA BETWEEN THE BUILDING AND THE LOT LINE OR, WHERE THE 

LOT LINE IS MORE THAN 6 FEET FROM THE BUILDING, BETWEEN THE BUILDING AND A POINT 

SIX FEET FROM THE BUILDING"

   

WALL ELEVATION AT MIDPOINT WALL LENGTH ELEVATION X LENGTH
   

A 14.84 39.95 592.86

B 14.02 12.95 181.56

C 13.07 39.95 522.15

D 14.00 12.95 181.3

SUBTOTAL: 105.8 1477.87

AVERAGE GRADE: (TOTAL ELEVATION X LENGTH / TOTAL WALL LENGTH) = 13.97'

AVERAGE HEIGHT: 30.59 - ((30.59' RIDGE - 24.67 LOW EAVE)/2)) = 27.63'

BUILDING HEIGHT = AVG. HEIGHT (27.63') - AVG. GRADE (13.97') = 13.66'

COVERED ELEVATED 

SIDEWALK

WALL

39.95

W
A
L
L

1
2
.9
5

6
.0
0

6.00 6.00

6
.0
0

A: 14.84'

B: 

14.02'

C: 13.07'

D: 14.00'
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A/C

AFF

ALUM

AP

ADJ. 

BFE

BLDG

BLKG

B.O.

CLG

CONT

CTR

CL

DIM

DN

DS

EA

ELEC
ELEV

EQUIP

EXIST, (E)

FF

FTP

GALV

GL

GWB

HDG

HDR

HM

INSUL

MATL

AIR CONDITIONER

ABOVE FINISH FLOOR

ALUMINUM

ACCESS PANEL

ADJACENT OR ADJUST

BASE FLOOD ELEVATION

BUILDING

BLOCKING

BOTTOM OF

CEILING

CONTINUOUS

CENTER

CENTERLINE

DIMENSION

DOWN

DOWNSPOUT

EACH

ELECTRICAL

ELEVATION
EQUIPMENT

EXISTING

FINISH FLOOR

FARE TRANSACTION

PROCESSOR

GALVANIZED

GLASS

GYPSUM WALLBOARD

HOT-DIPPED GALVANIZED

HEADER

HOLLOW METAL

INSULATION OR

INSULATED

MATERIAL

MAX

MECH

MIN

MTL

NIC

NTS

O/

OC

OFCI

OFOI

OPNG

OH

PT 

P-LAM

PLYWD

PTD

RCP

REF
REQ'D

RO

SIM

SST

STND 

STL

STRUCT

T.O.

TYP

W/

WD

W/O

UNO

UPS

VIF

MAXIMUM

MECHANICAL

MINIMUM

METAL

NOT IN CONTRACT

NOT TO SCALE

OVER

ON CENTER

OWNER FURNISHED 

CONTRACTOR INSTALLED

OWNER FURNISHED

OWNER INSTALLED

OPENING

OPPOSITE HAND

PRESSURE TREAT

PLASTIC LAMINATE

PLYWOOD

PAINTED

REFLECTED CEILING PLAN

REFERENCE
REQUIRED

ROUGH OPENING

SIMILAR

STAINLESS STEEL

STANDARD

STEEL

STRUCTURAL

TOP OF

TYPICAL 

WITH

WOOD

WITHOUT

UNLESS NOTED

OTHERWISE

UNINTERUPTED POWER

SOURCE

VERIFY IN FIELD

WAITING

100

XX

XX

1

1

A2.1

DRAWING 

NUMBER

DRAWING TITLE

DRAWING 

NUMBER

SHEET 

NUMBER

DRAWING 

NUMBER

SHEET 

NUMBER

SECTION

DETAIL

ROOM 

IDENTIFICATION

DOOR NUMBER 

(REF: DOOR SCHEDULE)

ABOVE, BELOW, 

OR HIDDEN

GRID LINE

WINDOW/LOUVER TYPE

(REF: WINDOW SCHEDULE)

ROOM 

NAME

ROOM 

NUMBER

1
A2.1

101

01

1 KEYNOTE

W-1 ASSEMBLY TYPE

(REF: ASSEMBLY SCHEDULE)

GYPSUM BOARD

PLYWOOD

COVER BOARD

BATT INSULATION

WOOD TRIM

WOOD FRAMING,

CONTINUOUS 

FRAMED WALL

MASONRY WALL

SOLID WOOD

BLOCKING

CONCRETE (SECTION

& PLAN)

RIGID INSULATION

1. ALL WORK SHALL CONFORM TO APPLICABLE BUILDING 

CODES AND ORDINANCES. WHERE MORE THAN ONE 

CODE OR ORDINANCE CONFLICT WITH EACH OTHER, 

THE MORE RESTRICTIVE CODE SHALL GOVERN

2. THE CONTRACTOR SHALL VERIFY ALL EXISTING 

CONDITIONS AT THE SITE AND SHALL NOTIFY PROJECT 

ENGINEER IMMEDIATELY OF ANY UNCERTAINTIES OR 

DISCREPANCIES WITH THE DRAWINGS.

3. THE CONTRACTOR SHALL VERIFY THE LOCATIONS OF 

ALL UTILITIES AT THE SITE, PROTECT THEM FROM 

DAMAGE AND REPORT ANY DISCREPANCIES WITH THE 

DRAWINGS

4. THE CONTRACTOR SHALL ENSURE THE HEALTH AND 

SAFETY OF THE PUBLIC AND ALL WHO ENTER THE 

BUILDING DURING CONSTRUCTION.

5. THE CONTRACTOR SHALL VERIFY AND COORDINATE THE 

WORK OF SUBCONTRACTORS AND ALL DRAWINGS 

PRIOR TO PROCEEDING WITH ANY WORK OR 

FABRICATION

6. DRAWINGS SHALL NOT BE MANUALLY SCALED. USE 

ONLY CALLED-OUT DIMENSIONS. NOTIFY THE PROJECT 
ENGINEER IMMEDIATELY OF ANY CONFLICTS

7. THE CONTRACTOR SHALL BE RESPONSIBLE FOR 

CONSTRUCTION OF MECHANICAL AND ELECTRICAL 

WORK AS REQUIRED TO COMPLETE CONSTRUCTION 

AND SHALL PROVIDE ALL NECESSARY SHAFTS, 

OPENINGS, BASES AND STRUCTURAL SUPPORT FOR 

DUCTS, CONDUITS, AND EQUIPMENT

8. DIMENSIONS ON PLANS ARE TO FACE OF STUDS, 

CENTER OF COLUMN, CENTER OF MULLION OR FACE 

OF CONCRETE UNLESS NOTED OTHERWISE

9. LABORATORY TESTING AND INSPECTION REQUIRED FOR 

ALL EARTHWORK COMPACTION, SITE WELDING, HIGH-

STRENGTH BOLTING AND ALL STRUCTURAL CONCRETE. 

CONTRACTOR TO PROVIDE INDEPENDENT TESTING LAB 

OR COORDINATE WITH A WSDOT INSPECTOR FOR ALL 

CODE-REQUIRED TESTING.

10. CAULK WINDOW, DOOR, CORNER, AND OTHER WOOD 

TRIM JOINTS AFTER PRIMING, BUT PRIOR TO 

APPLICATION OF TOP COATS.
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UP

226 SF

AGENT'S

OFFICE

101

215 SF

SAFE/IDF

ROOM

102

1
6
5

2

B
215 SF

150 2

B
227 SF

150 2

1
6
5

2

LINE OF CANOPY 

ABOVE

COVERED ELEVATED 

SIDEWALK

322 SF

226

4

15'-8" 15'-8"

1
0
'-
3
"

1
0
'-
3
"

32'-8"

24'-7"

MAXIMUM TRAVEL 

DISTANCE = 58'-7"

(MAXIMUM = 

200'-0" PER IBC 

2018 TABLE 1017.2)

COMMON PATH OF TRAVEL 

DISTANCE = 24'-7"

(MAXIMUM = 100'-0" 

PER IBC 2018, TABLE 

1006.2.1)

LIFE SAFETY & CODE LEGEND

100

1 NUMBER OF 

PERSONS EXITING 

EGRESS CAPACITY 

B
100 SF

150 1

AREA OF 

SPACE 

OCCUPANCY 

GROUP

OCCUPANCY 

LOAD FACTOR

NO. OF 

OCCUPANTS

EGRESS TAG

AREA & OCCUPANCY TAG

REQUIRED EGRESS WIDTH FACTORS 

(IBC SECTION 1005.3)

STAIRS 0.3 INCHES/OCCUPANT (W/O SPRINKLER)

OTHER 0.2 INCHES/OCCUPANT (W/O SPRINKLER)

OCCUPANCY CATEGORIES AND LOAD FACTORS 

(PER IBC TABLE 1004.5)

B OFFICE 150 SF GROSS

N/A NOT INCLUDED NO OCCUPANTS

TOTAL OCCUPANTS:

SAFE/IDF ROOM: 2

AGENT'S OFFICE 2

  

TOTAL     4

EGRESS TRAVEL DISTANCE

COMMON PATH OF TRAVEL
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0

SCALE: 1/8" = 1'-0"

510

SCALE: 1/8" = 1'-0"

510

SCALE: 1/8" = 1'-0"

51

COUPEVILLE LIFE SAFETY PLAN
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4
"
 
T
O
 

1
'-
0
"

6
'-
8
"
 
T
O
 
8
'-
0
"

WALL ALARM

WALL ALARM W/

SMOKE DETECTOR

OBSTRUCTION

10"

MAX.

OPERABLE

PARTS

LATCH

DOOR

OPENING

SIGNAGE

1'-3" 

MIN.

4'-0" 

MAX.

9"

5'-0" TO BOTTOM OF HIGHEST 

TACTILE CHARACTER

4'-0" TO BOTTOM OF 

LOWEST TACTILE CHARACTER

1

2

6
0
"
 
M
IN

18" MIN

4
8
 
M
IN12" MIN*

36" 

MIN

6
0
"
 
M
IN 42" 

MIN

5
4
"
 
M
IN

4
2
"
 
M
IN

22" MIN

4
8
"
 
M
IN

22" MIN

* WHERE 

BOTH CLOSER 

AND LATCH 

ARE PROVIDED

24" MIN

4
8
"
 
M
IN

* 48" MIN. WHERE BOTH 

CLOSER AND LATCH ARE 

PROVIDED

* 54" MIN. WHERE CLOSER 

AND IS PROVIDED

* 48" MIN. 

WHERE 

CLOSER IS 

PROVIDED

4
8
"
 
M
IN

4
8
"
 
M
IN

(B) FRONT APPROACH, PUSH SIDE(A) FRONT APPROACH, PULL SIDE

(D) HINGE APPROACH, PULL SIDE(C) HINGE APPROACH, PULL SIDE

(F) LATCH APPROACH, PULL SIDE

(E) HINGE APPROACH, PUSH SIDE

(G) LATCH APPROACH, PUSH SIDE

SIDE REACHSIDE REACHSIDE REACH
FORWARD 

REACH

NOTES:

1. 1/4" MAX. VERTICAL LEVEL 

CHANGE

2. 1:2 SLOPED BEVEL REQUIRED 

IF MORE THAN 1/4" LEVEL 

CHANGE

BEVELED CHANGES 

IN LEVEL

VERTICAL CHANGES 

IN LEVEL

2. OBSTRUCTIONS 1. THRESHOLD/ LEVEL CHANGE

1
/
4
"
 
M
A
X

1
/
4
"
.

1
/
4
"
.

6
'-
6
"

5
'-
8
"

4
'-
0
"

3
'-
4
"

2
'-
0
"

3
'-
6
"

1
'-
6
"

5
'-
0
"

1
'-
0
"

3
'-
6
"

4
'-
0
"

1
'-
6
"

SHOWER 

ROD

COAT 

HOOK

SOAP 

DISP.

PAPER 

TOWEL

DISP.

TOILET 

PARTITION

URINAL 

SCREEN

TOILET 

PAPER 

DISP.

CNTR 

RECPT.

LIGHT 

SWITCH

OUTLET 

(PWR, TEL. 

DATA)

FIRE EXT.

CABINET

4
'-
0
"

OPERABLE

PARTS

OBSTRUCTION

10"

MAX.

2'-10" 

MAX.

4'-0" 

MAX.

OBSTRUCTION

10"-

2'-0"

MAX.

2'-10" 

MAX.

3'-10" 

MAX.

OPERABLE

PARTS

FORWARD 

REACH

FORWARD 

REACH

1'-3" 

MIN.

4'-0" 

MAX.

OPERABLE

PARTS

1'-8" 

MAX.

4'-0" 

MAX.

OPERABLE

PARTS

2'-3" 

MIN.

2'-10" 

MAX.

1'-8"  

-

2'-11"

3'-8" 

MAX.

OPERABLE

PARTS

2'-3" 

MIN.

2'-10" 

MAX.

OBSTRUCTIONOBSTRUCTION

3. DOOR CLEARANCES

4. VISUAL ALARMS5. MOUNTING HEIGHTS
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WALL ASSEMBLIES

MARK DETAIL DESCRIPTION

RATINGS

FIRE SOUND THERMAL

W-E

EXTERIOR

EXTERIOR

• 1" 24 GA.  TAYLOR METALS SMOOTH WALL CLADDING (TO 

BE REMOVED IN THIS PROJECT)
• HENRY BLUESKIN BUILDING WRAP
• 23/32" FRT PLYWOOD SHEATHING
• 5-1/2" METAL STUDS W/ BATT INSULATION (R-19)
• 5/8" TYPE 'X' GYPSUM BOARD

INTERIOR

NANA
R-21

INTERIOR

EXISTING (W-E)
EXISTING WALL ASSEMBLY (PREVIOUSLY APPROVED BY L&I)

TO BE REMOVED
(E) CLADDING

ROOF ASSEMBLIES

MARK DETAIL DESCRIPTION

RATINGS

FIRE SOUND THERMAL

R-1
EXTERIOR NEW CANOPY OVER RELOCATED MODULAR STRUCTURE NANA NA

EXTERIOR

R-E
EXTERIOR NANA R-40

INTERIOR

• PREFINISHED STANDING SEAM METAL ROOFING 
• HIGH-TEMPERATURE UNDERLAYMENT
• PLYWOOD SHEATHING PER STRUCTURAL
• 1X T&G DECKING, STAINED
• FRAMING PER STRUCTURAL, PAINTED

EXTERIOR

EXTERIOR

EXISTING ROOF OF MODULAR STRUCTURE (PREVIOUSLY APPROVED BY L&I)

• PREFINISHED STANDING SEAM METAL ROOFING 
• ICE & WATER SHIELD
• 1" RIGID INSULATION (R-6)
• 23/32" FRT PLYWOOD SHEATHING
• 8" CFM FRAMING W/ CELLULOSE INSULATION (R-28)
• 1" RIGID INSULATION (R-6)
• 5/8" TYPE 'X' GYPSUM BOARD

EXTERIOR

INTERIOR
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WALL ASSEMBLIES (CONT'D)

MARK DETAIL DESCRIPTION

RATINGS

FIRE SOUND THERMAL

W-1

EXTERIOR

EXTERIOR

• 1X CEDAR SIDING, CHANNEL RUSTIC PATTERN, STAINED
• 1/4" RAINSCREEN DRAINAGE MAT 
• 1" CONTINUOUS RIGID INSULATION (R-6)
• WATER & AIR BARRIER (WAB) AT NEW WALL INFILL & IN AREAS 

IN NEED OF REPAIR/PATCHING TO PROVIDE FOR CONTINUOUS 

WATER-TIGHT BARRIER 
• EXISTING (W-E) ASSEMBLY

INTERIOR

NANA
R-21

INTERIOR

EXISTING (W-E)NEW
NEW WALL CLADDING OVER EXISTING WALL ASSEMBLY (PREVIOUSLY APPROVED 

BY L&I)

W-2

EXTERIOR

EXTERIOR

• 1X CEDAR SIDING, CHANNEL RUSTIC PATTERN, STAINED
• 1/4" RAINSCREEN DRAINAGE MAT 
• 1" CONTINUOUS RIGID INSULATION (R-6)
• WATER & AIR BARRIER (WAB) FOR CONTINUOUS WATER-TIGHT 

BARRIER 
• 23/32" PLYWOOD SHEATHING TO MATCH ADJACENT EXISTING
• 5-1/2" METAL STUD FRAMING PER STRUCTURAL W/ MINERAL 

WOOL BATT INSULATION PER SPECIFICATIONS (R-23)
• 5/8" TYPE 'X' GYPSUM BOARD W/ PAINT PER SPECIFICATIONS

INTERIOR

NANA
R-21

INTERIOR

NEW
NEW WALL CLADDING OVER NEW WALL ASSEMBLY AT INFILL AREAS 

(ASSEMBLY THICKNESS TO MATCH EXISTING FOR SEAMLESS TRANSITION)

FLOOR ASSEMBLIES 

MARK DETAIL DESCRIPTION

RATINGS

FIRE SOUND THERMAL

INTERIOR

EXTERIOR

F-E

INTERIOR

• VINYL COMPOSITE TILE (VCT)  
• 1/4" HARDIBACKER  
• 23/32" PLYWOOD SHEATHING TO MATCH ADJACENT EXISTING
• 8" METAL STUD FRAMING PER STRUCTURAL W/ BATT 

INSULATION (R-30)
• 1" RIGID INSULATION (R-6)
• 20 GA. STAINLESS STEEL SHEET

EXTERIOR

EXISTING FLOOR ASSEMBLY (PREVIOUSLY APPROVED BY L&I)
NANA

R-30
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1. SAFETY GLAZING (S.G.) SHALL BE PROVIDED IN HAZARDOUS 

LOCATIONS, INCLUDING LOCATIONS WHERE ALL OF THE FOLLOWING 

EXIST AS SPECIFIED IN IBC 2406.4; EACH PANE OF SAFETY 

GLAZING SHALL BE IDENTIFIED WITH A PERMANENT LABEL:

A. GLAZING IN ALL DOORS, AND WITHIN 24" OF EITHER 

VERTICAL EDGE OF A DOOR.

B. GLAZING PANELS LARGER THAN 9 SF WITH SILLS LESS THAN 

18" ABOVE THE FINISHED FLOOR AND A TOP EDGE 

GREATER THAN 36"ABOVE THE FINISHED FLOOR

C. GLAZING IN ALL GUARDS AND RAILINGS

D. GLAZING ADJACENT TO STAIRWAYS, LANDINGS, AND 

RAMPS WITHIN 36" HORIZONTALLY OF A WALKING SURFACE

E. GLAZING WITHIN 60" HORIZONTALLY OF THE BOTTOM TREAD 

OF A STAIRWAY IN ANY DIRECTION

2. WINDOWS ARE SHOWN AT R.O. DIMENSIONS UNLESS NOTED 

OTHERWISE. AT OPENINGS WHERE A ROUGH OPENING DIMENSION 
IS PROVIDED, CONTRACTOR TO VERIFY ACTUAL WINDOW DIMENSION 

WITH WINDOW MFR. AND INSTALLER. WHERE FINISH DIMENSIONS 

ARE PROVIDED, CONTRACTOR SHALL PLAN FOR ROUGH OPENINGS 

BASED ON DETAILS & MANUFACTURER RECOMMENDED SPACING 

3. ALL EXTERIOR WINDOWS AND GLAZED DOORS SHALL BE NFRC 

CERTIFIED AND LABELED, UNO

4. U-VALUES & SHGC VALUES INDICATED IN SCHEDULE ARE FOR THE 

OVERALL WINDOW ASSEMBLY INCLUDING GLASS & FRAME; VALUES 

ARE FROM BASIS-OF-DESIGN FRAME MANUFACTURER'S LITERATURE 

IN COMBINATION W/ BASIS-OF-DESIGN GLAZING; CONTRACTOR TO 

ALERT PROJECT ENGINEER TO ANY FINAL NFRC RATINGS THAT 

DEVIATE FROM SCHEDULED U & SHGC VALUES

WINDOW SCHEDULE GENERAL NOTES
GENERAL:

'-' INDICATES NO WORK OR NOT APPLICABLE.

01. DOOR TYPE:

DOOR DESIGN NOMENCLATURE BASED ON THE STEEL 

DOOR INSTITUTE STANDARDS, WHERE APPLICABLE

x/x REPRESENTS AN EQUAL SIZE PAIR OF DOORS

FOR UNEQUAL PAIRS, SEE REMARKS

FOR ACTIVE LEAF, SEE REMARKS

02. DOOR OPENING HEIGHT:

DOOR OPENING HEIGHT IS MEASURED FROM TOP OF 

SUBFLOOR OR SLAB PRIOR TO INSTALLATION OF 

FLOOR COVERINGS;

UNDERCUT PER INDUSTRY STANDARD FOR DOOR TYPE

FOR EXCEPTIONS, SEE REMARKS

03. DOOR CONSTRUCTION:

AL  ALUMINUM, STILE & RAIL
AL/GR  ALUMINUM, COILING GRILLE

HM   HOLLOW METAL, COMPOSITE CORE

GL  GLASS

HC/WD  HOLLOW CORE (WOOD OR HARDBOARD SKIN)

SC/WD SOLID CORE (WOOD SKIN)

SE  SECTIONAL

SL  COILING SLATS

SR/WD WOOD, STILE & RAIL

ST  STEEL

FG  FIBERGLASS

WL SOLID CORE w/ LOUVER INFILL

04. DOOR FINISH:

HPC-#  HIGH PERFORMANCE COATING

PER SPECIFICATIONS

DOOR SCHEDULE GENERAL NOTES

05. GLASS:

SEE SPECIFICATIONS FOR GLASS TYPES

SAFETY GLASS, PER CHAPTER 13, NFPA 80 

AND IBC CHAPTER 24

06. DOOR FRAME MATERIAL:

AL  ALUMINUM

HM HOLLOW METAL

ST  STEEL (ASSEMBLY)

WD WOOD

07. DOOR FRAME FINISH:

HPC-2  HIGH PERFORMANCE COATING

PER SPECIFICATIONS

8. HARDWARE GROUP:

REFER TO SPECIFICATIONS

9. REMARKS

* - DOOR THICKNESS PER MANUFACTURER
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DOOR SCHEDULE

MARK

DOOR FRAME DETAIL REFERENCE FIRE
RATING

LABEL
HARDWARE
GROUP REMARKS

DOOR SIZE

FUNCTION CONSTRUCTION FINISH

GLASS LITE FRAME
MATERIAL

FRAME
FINISH HEAD JAMB SILLWIDTH HEIGHT THICKNESS WIDTH HEIGHT GLAZING

01 3' - 0" 6' - 8" 0' - 1 3/4" SWING HM HPC-2 0' - 8" 2' - 8" IGU HM HPC-2 1/A05.01 1/A05.03 2/A05.01 NA HW-01 LITE TO BE IGU W/ SAFETY & PRIVACY GLAZE

02 3' - 0" 6' - 8" 0' - 1 3/4" SWING HM HPC-2 0' - 8" 2' - 8" IGU HM HPC-2 1/A05.01 1/A05.03 2/A05.01 NA HW-01 LITE TO BE IGU W/ SAFETY & PRIVACY GLAZE

WINDOW SCHEDULE

MARK

SIZE (R.O.)

FUNCTION FRAME

DETAIL REFERENCE

REMARKSWIDTH HEIGHT HEAD JAMB SILL

01 4' - 4" 3' - 8" SLIDING ALUM. 2/A05.02 2/A05.03 1/A05.02 SAFETY GLAZING; EXISTING WINDOW ROUGH-OPENING; FIELD-VERIFY; PROVIDE SHADES

02 3' - 0" 4' - 0" SLIDING ALUM. 2/A05.02 SIM. 2/A05.03 SIM. 1/A05.02 SIM. SAFETY GLAZING; NEW ROUGH-OPENING FRAMED IN WALL; PROVIDE SHADES

03 3' - 0" 4' - 0" SLIDING ALUM. 2/A05.02 SIM. 2/A05.03 SIM. 1/A05.02 SIM. SAFETY GLAZING; EXISTING DOOR ROUGH-OPENING; FIELD-VERIFY; PROVIDE SHADES
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C. TORRES
C. CHEN SEE CT01.00 EXISTING/DEMOLITION PLAN

A00.11

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

EXISTING / DEMOLITION PLAN

KEYNOTES

1 REMOVE EXISTING METAL SIDING;
PROTECT ROOF & BASE

FLASHING FROM DAMAGE; REPAIR

ANY INCIDENTAL DAMAGE TO

COMPONENTS INTENDED TO
REMAIN

2 REMOVE EXISTING WINDOW &
TRANSACTION TRAY

3 REMOVE PORTION OF EXISTING
EXTERIOR WALL

4 REMOVE EXISTING INTERIOR
PARTITION

5 REMOVE EXISTING DOOR AND
FRAME

6 EXISTING VINYL FLOOR TILE TO
REMAIN IN THIS AREA, TYP.

7 REMOVE EXISTING SPRINKLER
PIPE

8 EXISTING EXTERIOR RECEPTACLE
& COVER

9 EXISTING ELECTRICAL BOX TO
REMAIN FOR COMMUNICATION

SERVICE ENTRANCE; REFER TO

ELECTRICAL

10 EXISTING ELECTRICAL PANEL

11 REMOVE & SALVAGE EXISTING
CASEWORK, TYP.

12 REMOVE ALL EXISTING WALL
BASE WITHIN SPACE & PREPARE

WALL FOR NEW WALL BASE

INSTALLATION

13 EXISTING MECHANICAL UNIT TO
REMAIN/ PREPARE SURFACE FOR

NEW PAINT FINISH

14 EXISTING WALL GRILLE TO
REMAIN

15 REMOVE EXISTING ELECTRICAL
BOX

16 REMOVE EXISTING ELECTRICAL
OUTLETS & CONDUIT

17 REMOVE EXISTING CARD READER
& CONDUIT

18 EXISTING GWB PARTITION TO
REMAIN

19 PATCH & REPAIR EXISTING GWB
CUTS IN THIS LOCATION;

REPLACE DRYWALL & FINISH FOR

SEAMLESS VISUAL APPEARANCE

27

119

27



1

A

B

2
1
2
'-
8
"

39'-8"

1

2

2

3

4

3

3

3

3 5

5

5

5

6

1

7

7

8

8

9

10

215 SF

OFFICE

70 SF

T.B. #3

70 SF

T.B. #2

76 SF

T.B. #1

SR20

COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

WASHINGTON STATE FERRIES

Washington State
Department of Transportation

SHEET

OF

SHEETSDATE DATE

FED.AID
PROJ.NO.

10 WASH

*-WA-***

JOB NUMBER

20W091

REGION NO. STATE

CONTRACT NO.

00****REVISION

FILE NAME:
PRINTED:
SUBMITTAL DATE:
DESIGNED BY:
ENTERED BY:
CHECKED BY:
MAR PROJ ENGR:
PM & ENGR MNGR:
ASST SECRETARY: DATE BY

LAST PRINTED BY:

G:\Proj\CO\****

T. WINDAHL

P. RUBSTELLO

4/21/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 EXISTING/DEMOLITION RCP

A00.12

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A00.21

EXISTING / DEMOLITION REFLECTED CEILING PLAN1

KEYNOTES

1 REMOVE EXISTING SPRINKLER
PIPE

2 REMOVE EXISTING LIGHT FIXTURE
& J-BOX

3 EXISTING LIGHT FIXTURE TO
REMAIN, TYP.; REFER TO

ELECTRICAL

4 EXISTING 12" Ø DUCT TO BE
REMOVED; PREPARE FOR

INSTALLATION OF (N) DUCT

5 MOVE EXISTING LIGHT FIXTURE
TO NEW LOCATION PER

ELECTRICAL; PATCH AND REPAIR

CEILING AT AREA OF REMOVAL

FOR SEAMLESS VISUAL
APPEARANCE WITH ADJACENT

SURFACE, TYP.

6 EXISTING MECHANICAL UNIT TO
REMAIN/ PREPARE SURFACE FOR

NEW PAINT FINISH

7 REMOVE EXISTING SECURITY
CAMERA J-BOX & WIRING

8 REMOVE EXISTING ELECTRICAL
BOX

9 REMOVE EXISTING UTILITY PIPES

10 REMOVE EXISTING GUTTER,
DOWNSPOUT, & HARDWARE
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A00.21

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A00.11

NORTH ELEVATION - DEMOLITIONA

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A00.11

SOUTH ELEVATION - DEMOLITIONB

KEYNOTES
16 REMOVE EXISTING CARD READER &

CONDUIT

17 REMOVE EXISTING ELECTRICAL OUTLET

18 REMOVE EXISTING SECURITY CAMERA
J-BOX & WIRING

19 REMOVE EXISTING GUTTER, DOWNSPOUT,
& HARDWARE

12 REMOVE PORTION OF EXISTING WALL AS
INDICATED FOR INSTALLATION OF NEW

DOORS; REFER TO PROPOSED PLAN &

STRUCTURAL DRAWINGS

13 REMOVE EXISTING ELECTRICAL OUTLETS
& CONDUIT

14 REMOVE EXISTING UTILITY PIPES

15 REMOVE EXISTING ELECTRICAL BOX

9 EXISTING BASE FLASHING TO REMAIN;
PROTECT DURING DEMO

10 REMOVE EXISTING WINDOW &
TRANSACTION TRAY

11 EXISTING MECHANICAL UNIT TO REMAIN/
PREPARE SURFACE FOR NEW PAINT

FINISH

4 REMOVE EXISTING LIGHT FIXTURE &
J-BOX

5 REMOVE EXISTING DOOR AND FRAME

6 EXISTING WIDE-FLANGE SKID

7 EXISTING ROOF FLASHING TO REMAIN;
PROTECT DURING DEMO

8 EXISTING BASE FLASHING

1 REMOVE EXISTING METAL SIDING;
PROTECT ROOF & BASE FLASHING FROM

DAMAGE; REPAIR ANY INCIDENTAL

DAMAGE TO COMPONENTS INTENDED TO

REMAIN

2 REMOVE EXISTING SPRINKLER PIPE

3 EXISTING ELECTRICAL BOX TO REMAIN
FOR COMMUNICATION SERVICE

ENTRANCE; REFER TO ELECTRICAL
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A00.22

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A00.11

WEST ELEVATION -  DEMOLITIONC
0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A00.11

EAST ELEVATION -  DEMOLITIOND

KEYNOTES

1 EXISTING WIDE-FLANGE SKID

2 REMOVE EXISTING METAL
SIDING; PROTECT ROOF &

BASE FLASHING FROM

DAMAGE; REPAIR ANY

INCIDENTAL DAMAGE TO
COMPONENTS INTENDED TO

REMAIN

3 EXISTING ELECTRICAL BOX
TO REMAIN FOR

COMMUNICATION SERVICE

ENTRANCE; REFER TO

ELECTRICAL

4 REMOVE EXISTING SPRINKLER
PIPE

5 EXISTING ROOF FLASHING TO
REMAIN; PROTECT DURING

DEMO

6 EXISTING BASE FLASHING TO
REMAIN; PROTECT DURING

DEMO

7 REMOVE EXISTING LIGHT
FIXTURE & J-BOX

8 EXISTING MECHANICAL UNIT
TO RECEIVE NEW PAINT

FINISH

9 EXISTING EXTERIOR
RECEPTACLE & COVER

10 REMOVE PORTION OF
EXISTING WALL AS

INDICATED FOR INSTALLATION

OF NEW WINDOW; REFER TO

PROPOSED PLAN &
STRUCTURAL DRAWINGS

11 REMOVE EXISTING
ELECTRICAL BOX

12 REMOVE EXISTING SECURITY
CAMERA J-BOX & WIRING

13 REMOVE EXISTING GUTTER,
DOWNSPOUT, & HARDWARE

NTSNTS

EXISTING BASE DEMO DETAIL1
A00.22
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IMPERVIOUS SURFACE ANALYSIS
MAX IMPERVIOUS SURFACE = 80% (PER 17.05A.090)

EXISTING IMPERVIOUS = 207,108 SF (4.76 AC)

NEW IMPERVIOUS =   1549 SF (0.036 AC)

TOTAL SITE IMPERVOUS = 208,657 SF (4.79 AC)

PERCENT IMPERVIOUS = 20.9% (4.79/22.92)
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ASSESSOR PARCEL NUMBER: R13122-202-2000 

TOTAL AREA PARCEL AREA: 29 ACRES

FEMA FLOOD ZONE: AE (EL: 13)

APPLICANT: ADRIENNE STUTES, 

WASHINGTON STATE FERRIES

2901 THIRD AVE., SUITE 500

SEATTLE, WA 98121-3014

TEL: (206) 464-6400

DATE OF DRAWING: 01/13/2023

PARCEL: R13122-202-2000

SR20

PROJECT 

LOCATION

PROPERTY 

LINE

SR20

COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

WASHINGTON STATE FERRIES

Washington State
Department of Transportation

SHEET

OF

SHEETSDATE DATE

FED.AID
PROJ.NO.

10 WASH

*-WA-***

JOB NUMBER

20W091

REGION NO. STATE

CONTRACT NO.

00****REVISION

FILE NAME:
PRINTED:
SUBMITTAL DATE:
DESIGNED BY:
ENTERED BY:
CHECKED BY:
MAR PROJ ENGR:
PM & ENGR MNGR:
ASST SECRETARY: DATE BY

LAST PRINTED BY:

G:\Proj\CO\****

T. WINDAHL

P. RUBSTELLO

4/21/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 PLOT PLAN

A01.01

0

SCALE: 1:40

20 400

SCALE: 1:40

20 400

SCALE: 1:40

20 40

PLOT PLAN

0

SCALE: 1:400

200 4000

SCALE: 1:400

200 4000

SCALE: 1:400

200 400

PROPERTY VIEW

31

119

31



UP

LINE OF ROOF ABOVE

TOLLBOOTH TRAFFIC 

ISLAND

9

8

7

HOLDING LANES 

ENTRANCE

EXISTING PARKING 

(NO CHANGE)

NEW CONCRETE 

PILASTER AND ROOF 

SUPPORT COLUMN, TYP.

NEW STAIR 

ACCESS

C
A
M
P
G
R
O
U
N
D
 
R
O
A
D

EXISTING POLE 

LIGHT

COVERED ELEVATED 

SIDEWALK

EXISTING CURBLINE

EXISTING 

LANDSCAPING

EXISTING 

HOLDING 

LANES

DISTANCE TO TERMINAL & 

RESTROOMS VIA EXISTING 

PEDESTRIAN WALKING 

PATH = ± 460'-0"

3
0
'-
0
"

0 HOUR RATING OF EXTERIOR 

WALLS WITH A FIRE 

SEPARATION DISTANCE OF 

BETWEEN 10 AND 30 FEET 

PER TABLE 602 IBC 2018 

+13
.00

'

+13
.00'

+14.00'

+14.00'

+14.00'

+14.00'

NEW LANDSCAPING 

PER  LP00.00

AGENT'S OFFICE

+16.30'

528 SF

NEW ACCESSIBLE 

RAMP & HANDRAIL; 

REFER TO CIVIL

NEW EXTERIOR 

LIGHTING PER 

ELECTRICAL

PK ZONE ROADWAY SETBACK

20'-0"

ELECTRICAL POWER 

DISTRIBUTION CABINET 

& TRANSFORMER PER 

ELECTRICAL

NEW ELECTRICAL 

SCREENING FENCE

A05.31
1

2
.0
%

2% SLOPE 

AWAY FROM 

BUILDING, TYP

SR20

COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

WASHINGTON STATE FERRIES

Washington State
Department of Transportation

SHEET

OF

SHEETSDATE DATE

FED.AID
PROJ.NO.

10 WASH

*-WA-***

JOB NUMBER

20W091

REGION NO. STATE

CONTRACT NO.

00****REVISION

FILE NAME:
PRINTED:
SUBMITTAL DATE:
DESIGNED BY:
ENTERED BY:
CHECKED BY:
MAR PROJ ENGR:
PM & ENGR MNGR:
ASST SECRETARY: DATE BY

LAST PRINTED BY:

G:\Proj\CO\****

T. WINDAHL

P. RUBSTELLO

4/21/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 ARCHITECTURAL SITE PLAN

A01.02

0

SCALE: 3/32" = 1'-0"

1010

SCALE: 3/32" = 1'-0"

1010

SCALE: 3/32" = 1'-0"

101

SITE PLAN

32

119

32



1

A

B

2

C

A.1

B
A03.02

A02.03

A

A02.04

B

A02.06

C
A02.05

D

1.8 1.6 1.4 1.2 0.8

9
"

6
'-
1
"

1
2
'-
8
"

1
'-
0
"

9
"

7" 10" 12'-0" 14'-0" 12'-0" 10" 5'-2" 9"

A
A03.01

A02.01

A

A02.01

B

A02.02

C
A02.02

D

5
'-
1
"

16.30

02 01

02

03

2
1
'-
3
"

46'-2"

226 SF

AGENT'S

OFFICE

101

215 SF

SAFE/IDF

ROOM

102

16.30

A
A03.05

A
A03.06

16.30

1

2

3

4

56

2

7

01

A05.03
1

A05.03
2

8

8

9

W-1

W-1

W-1

W-1

1
.0
%

1.0%

10

A
A03.04

A
A03.03

REFER TO 

CIVIL & 

STRUCTURAL 

FOR RAMP 

& STAIR 

PLANS & 

DETAILS A05.10
1

A04.10

C

B

A

DA04.11

A

B

C

D

A04.01
21

W-2W-2

W-2 W-2 W-2 W-2 W-2

11

6

6

11

12

9

13

14

A05.10
5

SR20

COUPEVILLE FERRY TERMINAL 

AGENT'S OFFICE

WASHINGTON STATE FERRIES

Washington State
Department of Transportation

SHEET

OF

SHEETSDATE DATE

FED.AID
PROJ.NO.

10 WASH

*-WA-***

JOB NUMBER

20W091

REGION NO. STATE

CONTRACT NO.

00****REVISION

FILE NAME:
PRINTED:
SUBMITTAL DATE:
DESIGNED BY:
ENTERED BY:
CHECKED BY:
MAR PROJ ENGR:
PM & ENGR MNGR:
ASST SECRETARY: DATE BY

LAST PRINTED BY:

G:\Proj\CO\****

T. WINDAHL

P. RUBSTELLO

4/21/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 FLOOR PLAN

A01.03

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

FLOOR PLAN

KEYNOTES
12 SAFE & CUSTOM STAND, OFOI

13 EXISTING MECHANICAL UNIT TO
RECEIVE NEW PAINT FINISH

14 EXISTING ELECTRICAL BOX TO REMAIN
FOR COMMUNICATION SERVICE

ENTRANCE; REFER TO ELECTRICAL

9 NEW CASEWORK; REFER TO ENLARGED
PLAN & DETAILS

10 PRE-FINISHED BRAKE METAL
ENCLOSURE AT COL. BASEPLATE, TYP.

11 CONCRETE FOUNDATION WALL PER
STRUCTURAL

5 CONCRETE SLAB ON GRADE PER
STRUCTURAL

6 CONCRETE STEMWALL PER STRUCTURAL

7 LINE OF CANOPY ROOF ABOVE

8 METAL RAILING, PAINTED

3 NEW WALL INFILL AT AREA OF
DOOR/WINDOW REMOVAL; MATCH

DEPTH, INSULATION, & FINISH OF

ADJACENT WALLS FOR SEAMLESS

VISUAL APPEARANCE, TYP.

4 HSS COLUMN PER STRUCTURAL,
PAINTED

1 PATCH & REPAIR FLOOR FINISH AT
AREA OF PARTITION REMOVAL; MATCH

ADJACENT FINISH FOR SEAMLESS

VISUAL APPEARANCE

2 EXISTING VINYL FLOOR TILE TO
REMAIN IN THIS AREA, TYP.
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C. CHEN SEE CT01.00 REFLECTED CEILING PLAN

A01.04

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

REFLECTED CEILING PLAN
KEYNOTES

18 PROVIDE SUPPLY GRILLES IN SAME
LOCATION, QUANTITY, &  CAPACITY AS

PREVIOUS

19 CONNECT NEW DUCT TO EXISTING
MECHANICAL UNIT; PATCH & REPAIR ALL

FINISHES AT AREA OF INSTALLATION

20 MODIFY PARTITION FRAMING AS REQ'D FOR
INSTALLATION OF NEW DUCT; PATCH &

REPAIR FINISHES AT LOCATION OF

PENETRATION FOR SEAMLESS VISUAL

APPEARANCE WITH ADJACENT FINISH

13 LED MONOPOINT PER ELECTRICAL

14 WALL MTD. MONITOR PER ELEC; OFCI

15 WALL MTD. CLOCK, OFOI

16 EXISTING LIGHT FIXTURE IN NEW LOCATION;
REFER TO ELECTRICAL

17 NEW 16X8 DUCT W/ PNT-1 FINISH

9 NEW WALL INFILL AT AREA OF
DOOR/WINDOW REMOVAL; MATCH DEPTH,

INSULATION, & FINISH OF ADJACENT WALLS

FOR SEAMLESS VISUAL APPEARANCE, TYP.

10 EXISTING MECHANICAL UNIT TO RECEIVE NEW
PAINT FINISH

11 CONTINUOUS PERFORATED BRAKE METAL, TYP

12 NEW SCONCE PER ELECTRICAL; CENTER ON
SIDING

5 1X T&G DECKING PER STRUCTURAL; WRT-2

6 4X BLOCKING PER STRUCTURAL; PNT-2

7 EXISTING ELECTRICAL PANEL

8 EXISTING LIGHT FIXTURE TO REMAIN, TYP.;
REFER TO ELECTRICAL

1 PATCH & REPAIR CEILING FINISH AT AREA
OF PARTITION REMOVAL FOR SEAMLESS

VISUAL APPEARANCE WITH ADJACENT

FINISHES

2 BUILT-UP WOOD ROOF TRUSS PER
STRUCTURAL; PNT-2

3 GLULAM BEAM PER STRUCTURAL; PNT-2

4 HSS COLUMN PER STRUCTURAL, PAINTED

34
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HATCHED AREA INDICATES 384 SF 

SOLAR READY AREA PER WSEC C411. 
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0

SCALE: 1/4" = 1'-0"
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CANOPY ROOF PLAN
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0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

CANOPY REFLECTED CEILING PLAN

10 COLUMN CAP PER STRUCTURAL; PTD. TYP.7 CONTINUOUS 2X6 CANOPY SCREEN SUPPORT
BEHIND VERTICALS; PNT-2, TYP.

8 CANOPY SCREEN AT GABLE-END

9 2X4 GABLE END SCREEN SUPPORT AT EACH
SCREEN VERTICAL; PNT-2, TYP.

4 BUILT-UP WOOD ROOF TRUSS PER STRUCTURAL;
PNT-2

5 4X BLOCKING PER STRUCTURAL; PNT-2

6 1X T&G DECKING PER STRUCTURAL; WRT-2

1 2X4 KICKER AT 4'-0" O.C.; SECURED TO TRUSS

2 GLULAM BEAM PER STRUCTURAL; PNT-2

3 HSS COLUMN PER STRUCTURAL, PAINTED

KEYNOTES
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A02.01

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

NORTH ELEVATION - BUILDING ONLYA

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

SOUTH ELEVATION - BUILDING ONLYB

KEYNOTES

1 5/4X POLYASH CORNER TRIM;
PNT-2

2 5/4X4 POLYASH WINDOW TRIM;
PNT-2

3 EXISTING ROOF FLASHING, PTD.

4 EXISTING BASE FLASHING

5 EXISTING WIDE-FLANGE SKID

6 EXISTING STANDING SEAM METAL
ROOF

7 WD SDG; 1X CEDAR SIDING,
STN-1

8 5/4X4 POLYASH DOOR TRIM;
PNT-2

9 OUTLINE OF PREVIOUS OPENING

10 CENTER SIDING ON WINDOW
OPENING

11 EXISTING MECHANICAL UNIT TO
RECEIVE NEW PAINT FINISH

12 PRE-FINISHED DRIP-FLASHING CAP
OVER (E) MECH UNIT WITH

THRU-FLASHING EXTENSION

BEHIND SIDING

13 METAL RAILING, PAINTED

14 NEW SCONCE PER ELECTRICAL;
CENTER ON SIDING

15 5/4X8 POLYASH TRIM; PNT-2

16 5/4X6 POLYASH TRIM; PNT-2

17 WEATHER RESISTANT GFI
RECEPTACLE WITH WATERPROOF

COVER PER ELECTRICAL

37
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P. RUBSTELLO

12/07/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 ELEVATIONS - BUILDING ONLY

A02.02

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"
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A01.03

EAST ELEVATION - BUILDING ONLYC
0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

WEST ELEVATION - BUILDING ONLYD

KEYNOTES

1 WD SDG; 1X CEDAR SIDING,
STN-1

2 5/4X POLYASH CORNER TRIM;
PNT-2

3 5/4X4 POLYASH WINDOW TRIM;
PNT-2

4 EXISTING ROOF FLASHING, PTD.

5 EXISTING BASE FLASHING

6 EXISTING WIDE-FLANGE SKID

7 EXISTING EXTERIOR RECEPTACLE &
COVER

8 CENTER SIDING ON WINDOW
OPENING

9 PRE-FINISHED BRAKE METAL
CORNER TRIM CAP FLASHING W/

REAR LEG EXTENSION BEHIND (E)

ROOF EDGE FLASHING

10 5/4X6 POLYASH TRIM; PNT-2

11 EXISTING MECHANICAL UNIT TO
RECEIVE NEW PAINT FINISH

12 PRE-FINISHED DRIP-FLASHING
CAP OVER (E) MECH UNIT WITH

THRU-FLASHING EXTENSION

BEHIND SIDING

13 NEW SCONCE PER ELECTRICAL;
CENTER ON SIDING

14 EXISTING ELECTRICAL BOX TO
REMAIN FOR COMMUNICATION

SERVICE ENTRANCE; REFER TO

ELECTRICAL

15 WEATHER RESISTANT GFI
RECEPTACLE WITH WATERPROOF

COVER PER ELECTRICAL
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T. WINDAHL

P. RUBSTELLO

12/07/2023 T.WINDAHL

R. MATYJAS

T. WINDAHL

C. TORRES
C. CHEN SEE CT01.00 ELEVATIONS W/ CANOPY

A02.03

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

NORTH ELEVATION W/ CANOPYA

KEYNOTES

17 COLUMN CAP PER STRUCTURAL;
PTD. TYP.

18 CONCRETE PILASTER PER
STRUCTURAL

19 WEATHER RESISTANT GFI
RECEPTACLE WITH WATERPROOF

COVER PER ELECTRICAL

13 CONCRETE FOUNDATION WALL
PER STRUCTURAL

14 NEW SCONCE PER ELECTRICAL;
CENTER ON SIDING

15 PRE-FINISHED GLULAM END
GRAIN FLASHING, TYP.

16 PRE-FINISHED METAL ROOF
RIDGE FLASHING

9 METAL RAILING, PAINTED

10 5/4X4 POLYASH WINDOW TRIM;
PNT-2

11 5/4X6 POLYASH TRIM; PNT-2

12 PRE-FINISHED BRAKE METAL
ENCLOSURE AT COL.

BASEPLATE, TYP.

5 WD SDG; 1X CEDAR SIDING,
STN-1

6 GLULAM BEAM PER STRUCTURAL;
PNT-2

7 5/4X POLYASH CORNER TRIM;
PNT-2

8 5/4X4 POLYASH DOOR TRIM;
PNT-2

1 MTLR-1, PRE-FINISHED
STANDING SEAM METAL ROOFING

2 SNOW RAIL PER STANDING
SEAM ROOFING MFR

3 BUILT-UP WOOD ROOF TRUSS
PER STRUCTURAL; PNT-2

4 HSS COLUMN PER STRUCTURAL,
PAINTED

39
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A01.03

SOUTH ELEVATION W/ CANOPYB

19 1X3 HORIZONTAL CEDAR SLATS;
STN-1

20 1X3 VERTICAL CEDAR TRIM, PNT-2

21 NEW SCONCE PER ELECTRICAL;
CENTER ON SIDING

22 EXISTING MECHANICAL UNIT TO
RECEIVE NEW PAINT FINISH

14 COLUMN CAP PER STRUCTURAL; PTD.
TYP.

15 PRE-FINISHED METAL ROOF RIDGE
FLASHING

16 EXISTING WIDE-FLANGE SKID

17 5/4X8 POLYASH TRIM; PNT-2

18 2X6 CEDAR BOTTOM TRIM; PNT-2

10 CONCRETE STEMWALL PER
STRUCTURAL

11 CONCRETE PILASTER PER STRUCTURAL

12 PRE-FINISHED BRAKE METAL
ENCLOSURE AT COL. BASEPLATE, TYP.

13 PRE-FINISHED GLULAM END GRAIN
FLASHING, TYP.

5 METAL RAILING, PAINTED

6 5/4X POLYASH CORNER TRIM; PNT-2

7 WD SDG; 1X CEDAR SIDING, STN-1

8 5/4X4 POLYASH WINDOW TRIM;
PNT-2

9 CONCRETE FOUNDATION PER
STRUCTURAL

1 HSS COLUMN PER STRUCTURAL,
PAINTED

2 GLULAM BEAM PER STRUCTURAL;
PNT-2

3 MTLR-1, PRE-FINISHED STANDING
SEAM METAL ROOFING

4 CONCRETE FOUNDATION WALL PER
STRUCTURAL
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SCALE: 1/4" = 1'-0"
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SCALE: 1/4" = 1'-0"
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A01.03

WEST ELEVATION W/ CANOPYD

KEYNOTES

1 BUILT-UP WOOD ROOF TRUSS PER
STRUCTURAL; PNT-2

2 PRE-FINISHED METAL ROOF EDGE
FLASHING

3 SNOW RAIL PER STANDING SEAM ROOFING
MFR

4 HSS COLUMN PER STRUCTURAL, PAINTED

5 5/4X POLYASH CORNER TRIM; PNT-2

6 WD SDG; 1X CEDAR SIDING, STN-1

7 EXISTING EXTERIOR RECEPTACLE & COVER

8 EXISTING MECHANICAL UNIT TO RECEIVE
NEW PAINT FINISH

9 PRE-FINISHED GLULAM END GRAIN
FLASHING, TYP.

10 5/4X6 POLYASH TRIM; PNT-2

11 METAL RAILING, PAINTED

12 PRE-FINISHED DRIP-FLASHING CAP OVER
(E) MECH UNIT WITH THRU-FLASHING

EXTENSION BEHIND SIDING

13 NEW SCONCE PER ELECTRICAL; CENTER
ON SIDING

14 EXISTING ELECTRICAL BOX TO REMAIN FOR
COMMUNICATION SERVICE ENTRANCE;

REFER TO ELECTRICAL

15 2X6 CEDAR BOTTOM TRIM; PNT-2

16 1X3 HORIZONTAL CEDAR SLATS; STN-1

17 1X3 VERTICAL CEDAR TRIM, PNT-2

18 CONCRETE PILASTER PER STRUCTURAL

19 PRE-FINISHED BRAKE METAL ENCLOSURE
AT COL. BASEPLATE, TYP.
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SCALE: 1/4" = 1'-0"
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SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

EAST ELEVATION W/ CANOPYC

1 HSS COLUMN PER STRUCTURAL,
PAINTED

2 GLULAM BEAM PER STRUCTURAL;
PNT-2

3 SNOW RAIL PER STANDING SEAM
ROOFING MFR

4 PRE-FINISHED METAL ROOF EDGE
FLASHING

5 METAL RAILING, PAINTED

6 5/4X POLYASH CORNER TRIM; PNT-2

7 5/4X4 POLYASH WINDOW TRIM;
PNT-2

8 WD SDG; 1X CEDAR SIDING, STN-1

9 BUILT-UP WOOD ROOF TRUSS PER
STRUCTURAL; PNT-2

10 PRE-FINISHED BRAKE METAL
ENCLOSURE AT COL. BASEPLATE, TYP.

11 CONCRETE FOUNDATION WALL PER
STRUCTURAL

12 CONCRETE PILASTER PER STRUCTURAL

13 5/4X6 POLYASH TRIM; PNT-2

14 2X6 CEDAR BOTTOM TRIM; PNT-2

15 1X3 HORIZONTAL CEDAR SLATS;
STN-1

16 1X3 VERTICAL CEDAR TRIM, PNT-2

17 WEATHER RESISTANT GFI RECEPTACLE
WITH WATERPROOF COVER PER

ELECTRICAL
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C. CHEN SEE CT01.00 BUILDING & CANOPY SECTIONS

A03.01

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

TRANSVERSE SECTION LOOKING EASTA

1 HSS COLUMN PER STRUCTURAL, PAINTED

2 GLULAM BEAM PER STRUCTURAL; PNT-2

3 METAL RAILING, PAINTED

4 CONCRETE SLAB ON GRADE PER STRUCTURAL

5 CONCRETE FOUNDATION PER STRUCTURAL

6 CONCRETE STEMWALL PER STRUCTURAL

7 MTLR-1, PRE-FINISHED STANDING SEAM
METAL ROOFING

8 BUILT-UP WOOD ROOF TRUSS PER
STRUCTURAL; PNT-2

9 SNOW RAIL PER STANDING SEAM ROOFING
MFR

10 CANOPY SCREEN

11 EXISTING LIGHT FIXTURE TO REMAIN, TYP.;
REFER TO ELECTRICAL

12 EXISTING ELECTRICAL PANEL

13 PRE-FINISHED BRAKE METAL ENCLOSURE AT
COL. BASEPLATE, TYP.

14 LED MONOPOINT PER ELECTRICAL

15 NEW SCONCE PER ELECTRICAL; CENTER ON
SIDING

16 2X4 GABLE END SCREEN SUPPORT AT EACH
SCREEN VERTICAL; PNT-2, TYP.

17 4X BLOCKING PER STRUCTURAL; PNT-2

18 CONCRETE PILASTER PER STRUCTURAL

19 CONTINUOUS PERFORATED BRAKE METAL, TYP

20 10 MIL MIN. CONTINUOUS VAPOR BARRIER,
SEALED AT EDGES

21 NEW 16X8 DUCT W/ PNT-1 FINISH

22 MOUNT NEW DUCT TIGHT TO CEILING &
ENSURE CLEAR OPERATION OF NEW DOORS
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SCALE: 1/4" = 1'-0"
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SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"
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A01.03

LONGITUDINAL SECTION LOOKING NORTHB

24 NEW 16X8 DUCT W/
PNT-1 FINISH

25 PROVIDE SUPPLY GRILLES
IN SAME LOCATION,

QUANTITY, &  CAPACITY

AS PREVIOUS

21 PRE-FINISHED BRAKE
METAL ENCLOSURE AT

COL. BASEPLATE, TYP.

22 CONCRETE PILASTER PER
STRUCTURAL

23 10 MIL MIN. CONTINUOUS
VAPOR BARRIER, SEALED

AT EDGES

18 EXISTING GWB PARTITION
TO REMAIN

19 PRE-FINISHED GLULAM
END GRAIN FLASHING,

TYP.

20 EXISTING MECHANICAL
UNIT TO RECEIVE NEW

PAINT FINISH

15 2X4 GABLE END SCREEN
SUPPORT AT EACH

SCREEN VERTICAL;

PNT-2, TYP.

16 2X4 KICKER AT 4'-0"
O.C.; SECURED TO TRUSS

17 CONTINUOUS 2X6 CANOPY
SCREEN SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

12 CONTINUOUS PERFORATED
BRAKE METAL, TYP

13 NEW SCONCE PER
ELECTRICAL; CENTER ON

SIDING

14 LED MONOPOINT PER
ELECTRICAL

8 HSS COLUMN PER
STRUCTURAL, PAINTED

9 CONCRETE SLAB ON
GRADE PER STRUCTURAL

10 CONCRETE FOUNDATION
PER STRUCTURAL

11 CONCRETE STEMWALL PER
STRUCTURAL

4 BUILT-UP WOOD ROOF
TRUSS PER STRUCTURAL;

PNT-2

5 1X T&G DECKING PER
STRUCTURAL; WRT-2

6 GLULAM BEAM PER
STRUCTURAL; PNT-2

7 METAL RAILING, PAINTED

1 CANOPY SCREEN AT
GABLE-END

2 MTLR-1, PRE-FINISHED
STANDING SEAM METAL

ROOFING

3 4X BLOCKING PER
STRUCTURAL; PNT-2
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30.59

T.O. CANOPY BEAM 01
24.67

T.O. CANOPY BEAM 02
26.80

3
'-
9
 
1
/
2
"

2
'-
1
 
1
/
2
"

7
"

5

12

5

12

1X3 HORIZONTAL CEDAR

SLATS; STN-1

A
A03.04

A
A03.03

B.O. CANOPY SCREEN
24.09

2X6 CEDAR BOTTOM

TRIM; PNT-2

1X3 VERTICAL CEDAR

TRIM, PNT-2

EQ. EQ. EQ.

4X BLOCKING PER

STRUCTURAL; PNT-2

1X6 CEDAR TRIM,

PNT-2

ABC A.1

B
A03.02

A
A03.04

A
A03.03

5

12

5

12

CONTINUOUS 2X6

CANOPY SCREEN

SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

2X6 VERTICAL FASTENED

O/ CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

2X6 FURRING BETWEEN

VERTICALS O/

CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

2X TRUSS CROSS MEMBER 

PER STRUCTURAL, TYP.

3" THICK BLOCKING

BEHIND VERTICAL AT

TRUSS CROSS MEMBER;

PNT-2, TYP.

T
Y
P
.

1
 
1
/
2
"
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A B CA.1

B
A03.02

CANOPY ROOF RIDGE
30.59

T.O. CANOPY BEAM 01
24.67

T.O. CANOPY BEAM 02
26.80

5

12

5

12

1X3 HORIZONTAL CEDAR

SLATS; STN-1

REMOVEABLE PANEL FOR 

ROOF MAINTAINANCE

A
A03.04

A
A03.03

B.O. CANOPY SCREEN
24.09

3
'-
9
 
1
/
2
"

2
'-
1
 
1
/
2
"

7
"

4X BLOCKING PER

STRUCTURAL; PNT-2

2X6 CEDAR BOTTOM

TRIM; PNT-2

1X3 VERTICAL CEDAR

TRIM, PNT-2

2X6 CEDAR BOTTOM TRIM, 

REMAINS FIXED AT THIS 

LOCATION (NOT PART OF 

REMOVEABLE PANEL)

DOUBLE 1X3 VERTICAL 

CEDAR TRIM AT THIS 

LOCATION (ONE FIXED 

& ONE PART OF 

REMOVEABLE PANEL)PROVIDE (4) GALVANIZED 

1/2" Ø THREADED HANGER 

BOLTS AT TOP W/ WASHER & 

NUTS; MIN. LAG SCREW 

PENETRATION INTO TRUSS 

SHALL BE 3"; EXPOSED 

HARDWARE PAINTED TO MATCH 

ADJACENT SURFACE, TYP.

PROVIDE #10 WOOD SCREWS 

AT 10" O.C. TO FIX SIDES 

OF REMOVEABLE PANEL; MIN. 

SCREW PENETRATION INTO 

VERTICAL SUPPORTS SHALL 

BE 1"; SCREW HEADS 

PAINTED TO MATCH 

ADJACENT SURFACE, TYP. 

1X6 CEDAR TRIM,

PNT-2

EQ. EQ. EQ.

A B CA.1

B
A03.02

A
A03.04

A
A03.03

5

12

5

12

EQ EQ EQ
T
Y
P
.

1
 
1
/
2
"

OPEN 

2X TRUSS CROSS MEMBER 

PER STRUCTURAL, TYP.

3" THICK BLOCKING

BEHIND VERTICAL AT

TRUSS CROSS MEMBER;

PNT-2, TYP.

CONTINUOUS 2X6

CANOPY SCREEN

SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

2X6 FURRING BETWEEN

VERTICALS O/

CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

2X6 VERTICAL FASTENED

O/ CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.
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1

A

B

01

01

02

03

MIN. CLR.

24"

MIN. CLR.

60"

2
'-
0
"

3
/
4
"

4
'-
1
1
 
1
/
4
"

3
/
4
"

4
'-
7
"

2'-0" 3/4" 5'-6 3/4" 3/4" 2'-0" 2'-0" 3/4" 5'-6 3/4" 3/4" 2'-0"

T
Y
P
.

3
6
"

TYP.

5"

TYP.

5"

2
'-
0
"

3
/
4
"

2
'-
1
1
 
1
/
4
"

3
/
4
"

TYP.

5"

T
Y
P
.

5
"

WALL-MTD 

MONITOR ABOVE 

PER ELECTRICAL

DRAWERS & FILING 

BELOW, TYP.

OPEN 

SHELVING 

ABOVE, 

TYP.

WATER COOLER, OFOI

RADIUSED OAK NOSING,

TYP.

COUNTER, PLAM-2

GROMMET, 2-1/2"

DIAM.

WALL-MTD 

CLOCK ABOVE 

SAFE & CUSTOM STAND,

OFOI

CHAIR, PHONE, 

COMPUTER ARE 

OFOI ITEMS, TYP.; 

SHOWN FOR 

REFERENCE ONLY

AREA OF NEW 

FLOOR FINISH, TYP.
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FF
16.30

03

T
Y
P
.

2
'-
0
"

2
A05.21 SHELVING, PLAM-1

SHELVING, PLAM-1

4'-6"4'-6"
2'-6"

BACKSPLASH, PLAM-2

WALL BASE, RB-1

CABINET, PLAM-1CABINET, PLAM-1

TYP.

PNT-1

T
Y
P
.

3
0
"

EQEQ EQEQ

EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL

EXISTING LIGHT FIXTURE

TO REMAIN, TYP.; REFER

TO ELECTRICAL

EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL

FF
16.30

02

SHELVING 

BEYOND

1
A05.21

WALL BASE, RB-1

WATER COOLER, OFOI

CABINET, PLAM-1 WALL BASE, RB-1

TYP.

EXISTING POWER &

DATA RECEPTACLES TO

REMAIN, TYP.; REFER TO

ELECTRICAL

PNT-1

T
Y
P
.

3
0
"

EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL

EXISTING LIGHT FIXTURE

TO REMAIN, TYP.; REFER

TO ELECTRICAL

NEW 16X8 DUCT W/

PNT-1 FINISH

FF
16.30

01
01

WALL BASE, RB-1

WATER COOLER, OFOI

WALL MTD. CLOCK, OFOI

WALL MTD. MONITOR

PER ELEC; OFCI

NEW LIGHT SWITCH PER

ELECTRICAL

EXISTING POWER &

DATA RECEPTACLES TO

REMAIN, TYP.; REFER TO

ELECTRICAL

PNT-1

EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL

EXISTING LIGHT FIXTURE

TO REMAIN, TYP.; REFER

TO ELECTRICAL
EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL
NEW 16X8 DUCT W/

PNT-1 FINISH

FF
16.30

WALL BASE, RB-1

CABINET, PLAM-1

BACKSPLASH, PLAM-2

SAFE & CUSTOM STAND,

OFOI

SHELVING, PLAM-1

EXISTING WALL GRILLE

TO REMAIN

PNT-1

EXISTING LIGHT FIXTURE

IN NEW LOCATION;

REFER TO ELECTRICAL

T
Y
P
.

3
0
"

1
'-
3
 
1
/
2
"

4'-6"

NEW 16X8 DUCT W/

PNT-1 FINISH
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A01.03

AGENT'S OFFICE SOUTH ELEVATIONC

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

AGENT'S OFFICE EAST ELEVATIONB

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

AGENT'S OFFICE NORTH ELEVATIONA

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"
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AGENT'S OFFICE WEST ELEVATIOND
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FF
16.30

NEW LIGHT SWITCH PER

ELECTRICAL

02

WALL BASE, RB-1

EXISTING POWER & DATA

RECEPTACLES TO

REMAIN, TYP.; REFER TO

ELECTRICAL

NEW 16X8 DUCT W/

PNT-1 FINISH

FF
16.30

EXISTING WALL GRILLE

TO REMAIN

WALL MTD. MONITOR PER

ELEC; OFCI

WALL BASE, RB-1

PNT-1

NEW 16X8 DUCT W/

PNT-1 FINISH

FF
16.30

WALL BASE, RB-1

EXISTING ELECTRICAL

PANEL

EXISTING POWER & DATA

RECEPTACLES TO

REMAIN, TYP.; REFER TO

ELECTRICAL

WALL MTD. MONITOR PER

ELEC; OFCI

PNT-1

EXISTING LIGHT FIXTURE

TO REMAIN, TYP.; REFER

TO ELECTRICAL

PATCH & REPAIR

EXISTING GWB CUTS IN

THIS LOCATION; REPLACE

DRYWALL & FINISH FOR

SEAMLESS VISUAL

APPEARANCE

FF
16.30

WALL BASE, RB-1

EXISTING POWER &

DATA RECEPTACLES TO

REMAIN, TYP.; REFER TO

ELECTRICAL

PNT-1

EXISTING LIGHT FIXTURE

TO REMAIN, TYP.; REFER

TO ELECTRICAL

EXISTING WALL GRILLE

TO REMAIN

NEW 16X8 DUCT W/

PNT-1 FINISH
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0
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210
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A01.03

SAFE/IDF NORTH ELEVATIONA

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

SAFE/IDF EAST ELEVATIONB

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.03

SAFE/IDF SOUTH ELEVATIONC

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"
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B

1
/
4
"

3
 
1
/
2
"

1
/
2
"

DIM PT

BACKBEND, TYP

1"

WD SDG; 1X CEDAR

SIDING, STN-1

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

WAB-3; SELF-ADHERED

FLASHING

PRE-FINISHED

THRU-FLASHING; BACK

LEG STRIPPED INTO

WATER & AIR BARRIER

BEHIND INSULATION,

TYP.

FLASHING END DAM 

BEYOND, TYP.

P.T. FURRING AT TRIM,

TYP.

HOLLOW-METAL DOOR

FRAME; PTD.; INSULATED

WEATHER SEALANT &

BACKER ROD

HOLLOW-METAL DOOR

PANEL, PTD; W/

INSULATED CORE

CONTINUOUS AIR

SEALANT W/ BACKER

ROD

Z-REVEAL MOULDING;

TYP.

FULLY-INSULATED BOX

HEADER, TYP.

WAB-3 TO WRAP FULLY

INTO R.O., TYP.

W-2

WHERE 

OCCURS, 

REFER TO 

PLAN

CONTINUOUS

RAINSCREEN MESH

5/4X4 POLYASH DOOR

TRIM; PNT-2

NEW 16X8 DUCT W/

PNT-1 FINISH

FRAME

9"

FF
16.30

B

2"

THRESHOLD

9"

SLOPE
1/2"

HOLLOW-METAL DOOR

PANEL, PTD; W/

INSULATED CORE

DOOR SWEEP PER

SPECIFICATIONS

METAL THRESHOLD PER

SPECIFICATIONS

ISOLATION JOINT PER

STRUCTURAL

P.T. SHIM TO LEVEL

THRESHOLD

WAB-3-FORMED SILL 

PAN; LAPPED OVER (E) 

BASE FLASHING

F-E

CONCRETE STEMWALL

PER STRUCTURAL

CONCRETE SLAB ON

GRADE PER STRUCTURAL

EXISTING WIDE-FLANGE

SKID

INTERMITTENT BASE

PLATE PER STRUCTURAL;

TO ALLOW FOR

INCIDENTAL DRAINAGE

BETWEEN
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0
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0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50
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B

DIM PT

1
/
2
"

WD SDG; 1X CEDAR

SIDING, STN-1

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

WEATHER SEALANT &

BACKER ROD W/

INTEGRATED WEEP

TUBES FOR DRAINAGE,

TYP.

CONTINUOUS AIR

SEALANT W/ BACKER

ROD

P.T. FURRING AT TRIM,

TYP.

1/2"

5/4 OAK SILL O/ 1X

BLOCKING

FLASHING UPTURN AT 

INTERIOR & SIDES TO 

CREATE BACK & END 

DAMS, TYP.

PRE-FINISHED SILL

FLASHING, TYP.

CONTINUOUS

RAINSCREEN MESH

W-1

WDW-1;

ALUMINUM-FRAMED

WINDOW PER SCHEDULE

5/4X4 POLYASH

WINDOW TRIM; PNT-2

WAB-3; SELF-ADHERED

FLASHING

TO FULLY COVER 

FURRING, TYP.

WD SDG; 1X CEDAR

SIDING, STN-1

3
/
4
"

B

1
/
4
"

3
 
1
/
2
"

2 3/16"

DIM PT

CONTINUOUS AIR

SEALANT W/ BACKER

ROD

P.T. FURRING AT TRIM,

TYP.

WD SDG; 1X CEDAR

SIDING, STN-1

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

WAB-3 TO WRAP FULLY

INTO R.O., TYP.

PRE-FINISHED

THRU-FLASHING; BACK

LEG STRIPPED INTO

WATER & AIR BARRIER

BEHIND INSULATION,

TYP.

WEATHER SEALANT &

BACKER ROD

NEW 5/8" GWB FINISH

AT JAMB RETURNS, TYP.

5/4X4 POLYASH

WINDOW TRIM; PNT-2

CONTINUOUS

RAINSCREEN MESH

W-1

WD SDG; 1X CEDAR

SIDING, STN-1

PROVIDE DRIP KERF

WAB-3; SELF-ADHERED

FLASHING

TO FULLY COVER 

FURRING, TYP.

WDW-1;

ALUMINUM-FRAMED

WINDOW PER SCHEDULE

SHADE PER

SPECIFICATIONS, TYP.

1
/
2
"
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A02.01

WINDOW SILL DETAIL1
0
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0.50
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0.50
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B

D
IM
 
P
T

1/2"

HOLLOW-METAL DOOR

FRAME; PTD.; INSULATED

HOLLOW-METAL DOOR

PANEL, PTD; W/

INSULATED CORE

Z-REVEAL MOULDING;

TYP.

CONTINUOUS AIR

SEALANT W/ BACKER

ROD

WAB-3 TO WRAP FULLY

INTO R.O., TYP.

WEATHER SEALANT &

BACKER ROD

WD SDG; 1X CEDAR

SIDING, STN-1

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

P.T. FURRING AT TRIM,

TYP.

W-1

CONTINUOUS

RAINSCREEN MESH

5/4X4 POLYASH DOOR

TRIM; PNT-2

WAB-3; SELF-ADHERED

FLASHING

WD SDG; 1X CEDAR

SIDING, STN-1

CALK & SEAL AT 

SIDING/TRIM INTERFACE, TYP.

TO FULLY COVER 

FURRING, TYP.

F
R
A
M
E

9
"

B

D
IM
 
P
T

1/2"

CONTINUOUS AIR

SEALANT W/ BACKER

ROD

WAB-3 TO WRAP FULLY

INTO R.O., TYP.

NEW 5/8" GWB FINISH

AT JAMB RETURNS, TYP.

P.T. FURRING AT TRIM,

TYP.

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

5/4X4 POLYASH

WINDOW TRIM; PNT-2

WEATHER SEALANT &

BACKER ROD

CONTINUOUS

RAINSCREEN MESH

WAB-3; SELF-ADHERED

FLASHING

5/4 OAK SILL O/ 1X

BLOCKING

WD SDG; 1X CEDAR

SIDING, STN-1

WD SDG; 1X CEDAR

SIDING, STN-1

W-1

TO FULLY COVER 

FURRING, TYP.

CALK & SEAL AT 

SIDING/TRIM 

INTERFACE, TYP.

WDW-1;

ALUMINUM-FRAMED

WINDOW PER SCHEDULE

POSITION IN OPENING TO 

COVER FURRING/TRIM JOINT
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B

5/4X6 POLYASH TRIM;

PNT-2

ISOLATION JOINT PER

STRUCTURAL

EXISTING BASE FLASHING

2"

CONTINUOUS RAINSCREEN

MESH

F-E

WD SDG; 1X CEDAR

SIDING, STN-1

INTERMITTENT BASE

PLATE PER STRUCTURAL;

TO ALLOW FOR

INCIDENTAL DRAINAGE

BETWEEN

WALL BASE, RB-1

CONCRETE STEMWALL

PER STRUCTURAL

EXISTING WIDE-FLANGE

SKID

1
/
4
"

PRE-FINISHED DRIP

FLASHING OVER TRIM;

TYP.; BACK LEG

FACE-SEALED TO RIGID

INSULATION W/

SELF-TERMINATING TAPE

1
/
4
"

5
 
3
/
4
"

SEALANT & BACKER ROD

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

WD SDG; 1X CEDAR

SIDING, STN-1

PERFORATED 'J' PROFILE

STARTER STRIP AT RIGID

INSULATION BOTTOM,

TYP.

10 MIL MIN.

CONTINUOUS VAPOR

BARRIER, SEALED AT

EDGES

FF
16.30

A

EXISTING BASE FLASHING

CONTINUOUS

RAINSCREEN MESH

WALL BASE, RB-1

EXISTING WIDE-FLANGE

SKID

INTERMITTENT BASE

PLATE PER STRUCTURAL;

TO ALLOW FOR

INCIDENTAL DRAINAGE

BETWEEN

CONCRETE FOUNDATION

PER STRUCTURAL

PERFORATED 'J' PROFILE

STARTER STRIP AT RIGID

INSULATION BOTTOM,

TYP.

5
 
3
/
4
"

1
/
4
"

WD SDG; 1X CEDAR

SIDING, STN-1

WD SDG; 1X CEDAR

SIDING, STN-1

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

PRE-FINISHED DRIP

FLASHING OVER TRIM;

TYP.; BACK LEG

FACE-SEALED TO RIGID

INSULATION W/

SELF-TERMINATING TAPE

5/4X8 POLYASH TRIM;

PNT-2
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FF
16.30

2 1.8

ISOLATION JOINT PER

STRUCTURAL

CONCRETE STEMWALL

PER STRUCTURAL

5/4X6 POLYASH TRIM;

PNT-2

2"

CONTINUOUS RAINSCREEN

MESH

F-E

WALL BASE, RB-1

RAMP PER CIVIL

EXISTING WIDE-FLANGE

SKID

INTERMITTENT BASE

PLATE PER STRUCTURAL;

TO ALLOW FOR

INCIDENTAL DRAINAGE

BETWEEN

CONCRETE FOUNDATION

PER STRUCTURAL

10 MIL MIN.

CONTINUOUS VAPOR

BARRIER, SEALED AT

EDGES

WD SDG; 1X CEDAR

SIDING, STN-1

WD SDG; 1X CEDAR

SIDING, STN-1

PRE-FINISHED DRIP

FLASHING OVER TRIM;

TYP.; BACK LEG

FACE-SEALED TO RIGID

INSULATION W/

SELF-TERMINATING TAPE

SEALANT & BACKER ROD

PERFORATED 'J' PROFILE

STARTER STRIP AT RIGID

INSULATION BOTTOM,

TYP.

5
 
3
/
4
"

1
/
4
"
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B

1 1/2"

1
 
1
/
2
"

1
'-
2
"

2
'-
5
 
1
/
4
"

3 1/2" 3 3/4"

4
5

R-1

T
Y
P
.

2
 
1
/
2
"

T
Y
P
.

1
/
4
"

2X4 KICKER AT 4'-0"

O.C.; SECURED TO

TRUSS

CONTINUOUS 2X6

CANOPY SCREEN

SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

CONTINUOUS PERFORATED

BRAKE METAL, TYP

1X3 HORIZONTAL CEDAR

SLATS; STN-1

PROFILED 2X4 VERTICAL

SCREEN SUPPORT; TYP.

EACH SIDE OF BUILT-UP

RAFTER; PNT-2

A05.11
2

B.O. CANOPY SCREEN
24.09

5 1/2"

MIN (5) 10D NAILS, TYP. 

EACH SIDE OF TRUSS

MINIMUM (5) 10D NAILS, 

BRACE TO TRUSS TIE

NAIL TO EACH VERTICAL W/ 

MIN (2) 0.148X3.5 POST-

FRAME RING SHANK NAILS

SIMPSON H3 TIE, TYP EA 

SIDE OF BRACE;

MIN (4) RSRS-03 TOENAILS; 

BRACE TO HORIZONTAL 

SUPPORT, 2 EA FACE

NAIL TO EACH VERTICAL W/ 

(2) 0.092”x2-1/4” TYPE 316 

ANNULAR RING SHANK SIDING 

NAIL, 0.156” HEAD

1X3 VERTICAL CEDAR

TRIM, PNT-2

2X6 CEDAR BOTTOM

TRIM; PNT-2

R-E

CONTINUOUS

PRE-FINISHED BRAKE

METAL FLASHING AT TOP

OF NEW CEDAR SIDING;

BACK LEG LAPPED

UNDER EXISTING METAL

ROOF FLASHING, TYP.

NEW 16X8 DUCT W/

PNT-1 FINISH
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A A.1

2
'-
5
 
1
/
4
"

1
'-
2
"

1
 
1
/
2
"

4
5

R-1

2X4 KICKER AT 4'-0"

O.C.; SECURED TO

TRUSS

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

CONTINUOUS 2X6

CANOPY SCREEN

SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

GLULAM BEAM PER

STRUCTURAL; PNT-2

CONTINUOUS

PERFORATED BRAKE

METAL, TYP

HSS COLUMN PER

STRUCTURAL, PAINTED

PROFILED 2X4 VERTICAL

SCREEN SUPPORT; TYP.

EACH SIDE OF BUILT-UP

RAFTER; PNT-2

A05.11
2

SIM.OPP

B.O. CANOPY SCREEN
24.09

1 1/2"

NAIL TO EACH VERTICAL W/ 

MIN (2) 0.148X3.5 POST-

FRAME RING SHANK NAILS

SIMPSON H3 TIE, TYP EA 

SIDE OF BRACE;

MIN (4) RSRS-03 TOENAILS; 

BRACE TO HORIZONTAL 

SUPPORT, 2 EA FACE

MINIMUM (5) 10D NAILS, 

BRACE TO TRUSS TIE

MIN (5) 10D NAILS, TYP. 

EACH SIDE OF TRUSS

T
Y
P
.

1
/
4
"

T
Y
P
.

2
 
1
/
2
"

1X3 HORIZONTAL CEDAR

SLATS; STN-1

NAIL TO EACH VERTICAL W/ 

(2) 0.092”x2-1/4” TYPE 

316 ANNULAR RING SHANK 

SIDING NAIL, 0.156” HEAD

BLOCKING PER STRUCTURAL, 

PTD

A05.12
1

COLUMN CAP PER

STRUCTURAL; PTD. TYP.

2X6 CEDAR BOTTOM

TRIM; PNT-2

PRE-FINISHED METAL

ROOF EDGE FLASHING

R-E

3 1/2" 4 3/4"
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2 1.8

B.O. CANOPY SCREEN
24.09

3"

MTLR-1, PRE-FINISHED

STANDING SEAM METAL

ROOFING

HIGH TEMP

UNDERLAYMENT

CONTINUOUS 2X6

CANOPY SCREEN

SUPPORT BEHIND

VERTICALS; PNT-2, TYP.

1X3 HORIZONTAL CEDAR

SLATS; STN-1

T
Y
P
.

2
 
1
/
2
"

T
Y
P
.

1
/
4
"

2X4 GABLE END SCREEN

SUPPORT AT EACH

SCREEN VERTICAL;

PNT-2, TYP.

2X6 CEDAR BOTTOM

TRIM; PNT-2

CONTINUOUS PERFORATED

BRAKE METAL, TYP

A05.11
2

SIM.

SIMPSON H3 TIE, TYP EA 

SIDE OF BRACE;

MIN (4) RSRS-03 TOENAILS; 

BRACE TO HORIZONTAL 

SUPPORT, 2 EA FACE

2X6 VERTICAL FASTENED

O/ CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

3" THICK BLOCKING

BEHIND VERTICAL AT

TRUSS CROSS MEMBER;

PNT-2, TYP.

2X6 FURRING BETWEEN

VERTICALS O/

CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

A05.12
3

2X TRUSS CROSS MEMBER 

PER STRUCTURAL, TYP.

FACENAIL TO TRUSS AT TOP 

W/ (5) 0.148x4.0 POST-

FRAME RING SHANK NAILS

FACENAIL SUPPORT TO 

VERTICALS W/ (5) 

RSRS-03 NAILS

ATTACH BRACE TO TRUSS 

TOP CHORD W/ (4) 

RSRS-03 TOE NAILS, TYP

PRE-FINISHED METAL

ROOF EDGE FLASHING

INTERRUPT BRACE AS REQ'D AT 

TRUSS TIE, NAIL BRACE TO TIE 

W/ (4) RSRS-03 TOE NAILS, 

TYP EA SIDE OF TIE

5/4X4 POLYASH WINDOW

TRIM; PNT-2

R-E

GLULAM BEAM PER

STRUCTURAL; PNT-2

1X6 CEDAR TRIM, PNT-2
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1

B

3 1/2"

2
 
1
/
2
"

1
"

5/4X POLYASH CORNER

TRIM; PNT-2

WD SDG; 1X CEDAR

SIDING, STN-1

CONTINUOUS RAINSCREEN

MESH

WAB-1; SELF-ADHERED

WATER & AIR BARRIER

1" CONTINUOUS RIGID

INSULATION

CALK & SEAL AT 

SIDING/TRIM 

INTERFACE, TYP.

P.T. FURRING AT TRIM,

TYP.

FF
16.30

1

5/4X POLYASH CORNER

TRIM; PNT-2

1
/
4
"

5
 
1
/
2
"

1
/
4
"

5/4X6 POLYASH TRIM;

PNT-2

PRE-FINISHED DRIP

FLASHING, TYP.

WD SDG; 1X CEDAR

SIDING, STN-1

SEALANT & BACKER ROD

PROVIDE FLASHING 

END DAM, TYP.

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

GLULAM BEAM PER

STRUCTURAL; PNT-2

PRE-FINISHED GLULAM

END GRAIN FLASHING,

TYP.

HEMMED DRIP, TYP.

PROVIDE 'GUM LIP' & 

CONTINUOUS SEALANT 

BEAD ALONG FLASHING 

EDGE AT BEAM TOP

1/2" FLASHING EDGE 

FOLD AT SIDES & TOP 

OF BEAM; SEAL TIGHT 

TO BEAM SURFACE

1/2"

TYP.

3"

1
"
 
T
Y
P
.

EXISTING STANDING 

SEAM METAL ROOF

EXISTING ROOF 

FLASHING, PTD

WD SDG; 1X CEDAR 

SIDING, STN-1

PRE-FINISHED BRAKE 

METAL CORNER TRIM CAP 

FLASHING W/ REAR LEG 

EXTENSION BEHIND (E) 

ROOF EDGE FLASHING

5/4X POLYASH 

TRIM, PTD

CONTINUOUS PRE-

FINISHED BRAKE METAL 

FLASHING AT TOP OF 

NEW SIDING; BACK LEG 

LAPPED UNDER (E) 

ROOF EDGE FLASHING, 

TYP.TYP.

4
 
1
/
2
"

LED MONOPOINT PER

ELECTRICAL

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

FIXTURE CONDUIT AT 

CENTER OF BUILT-UP 

TRUSS, TIGHT TO CENTER 

BLOCKING; CONDUIT PTD 

TO MATCH, TYP.

R-1

A

A

PROVIDE GAP IN CENTER 

TRUSS BLOCKING FOR FIXTURE 

MOUNTING & CONDUIT RUN; 

COORDINATE W/ FIXTURE MFR. 

INSTALLATION REQ'S

12"
 M
AX

SECTION A-A

1 1/2"
LIGHT FIXTURE 

CONDUIT; PTD

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

2
"

1'-3 1/2"

1
'-
3
 
1
/
2
"

AA

HSS COLUMN PER

STRUCTURAL, PAINTED

CONCRETE PILASTER PER

STRUCTURAL

PRE-FINISHED BRAKE

METAL ENCLOSURE AT

COL. BASEPLATE, TYP.LINE OF HDG BACKUP 

PLATE BELOW; TAPPED 

FOR COUNTER SUNK 

SCREWS FOR COVER 

REMOVAL/MAINTAINANCE

COLUMN 

BASEPLATE 

& BOLTS 

BELOW

1/8"

1/8" 

OFFSET 

FROM COL. 

FACE, TYP.

SECTION A-A

6
"

1 3/4"

HSS COLUMN PER

STRUCTURAL, PAINTED

PRE-FINISHED BRAKE

METAL ENCLOSURE AT

COL. BASEPLATE, TYP.

HDG BACKUP PLATE 

EACH SIDE OF COLUMN; 

TAPPED FOR COUNTER 

SUNK SCREWS FOR 

COVER REMOVAL & 

MAINTAINANCE

GROUT PAD PER 

STRUCTURAL

BASE PLATE & 

BOLTS PER 

STRUCTURAL
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BEAM END GRAIN FLASHING4
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CORNER TRIM FLASHING DETAIL2
A02.01

0
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10
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2

B.O. CANOPY SCREEN
24.09

4 1/2"

T
Y
P
.

1
/
4
"

T
Y
P
.

2
 
1
/
2
"

1X3 HORIZONTAL CEDAR

SLATS; STN-1

1X3 VERTICAL CEDAR

TRIM, PNT-2 BEYOND

W-1

EXISTING MECHANICAL

UNIT TO RECEIVE NEW

PAINT FINISH

SLOPE

BACK LEG OF 

FLASHING TO LAP 

4" MIN BELOW 

WEATHER BARRIER

R-E

PROVIDE FURRING BEHIND 

(E) MECHANICAL UNIT; 

WEATHER BARRIER TO 

FULLY ENCASE FURRING; 

REMOVE UNIT 

TEMPORARILY AS REQ'D 

FOR INSTALLATION OF 

FURRING & WEATHER 

BARRIER

PROVIDE ANGLED 

SUPPORT SHIM AS 

REQ'D TO MAINTAIN 

FLASHING SLOPE

2
"

CONTINUOUS

PERFORATED BRAKE

METAL, TYP

EXISTING ROOF

FLASHING, PTD.

REFER TO DETAIL 2/A05.11

2X6 VERTICAL FASTENED

O/ CONTINUOUS 2X6 AT

TRUSS FACE; PNT-2,

TYP.

V
.I
.F

PRE-FINISHED

DRIP-FLASHING CAP

OVER (E) MECH UNIT

WITH THRU-FLASHING

EXTENSION BEHIND

SIDING

2X6 CEDAR BOTTOM

TRIM; PNT-2

B

1
/
4
"

1
"

1
/
4
"

B.O. CANOPY SCREEN
24.09

CLR.

3"

T
Y
P
.

2
 
1
/
2
"

T
Y
P
.

1
/
4
"

2X6 CEDAR BOTTOM

TRIM; PNT-2

1X3 HORIZONTAL CEDAR

SLATS; STN-1

W-1

CONTINUOUS PERFORATED

BRAKE METAL, TYP

1
"

1
/
4
"

FOLD EDGES BEHIND 1X 

TRIM EACH SIDE, TYP.

;

1X3 VERTICAL CEDAR

TRIM, PNT-2
BEYOND

;

VERTICAL STRUCTURE 

BEYOND (PROFILED 2X4 AT 

N/S & 2X6 ON FLAT E/W)

1X CEDAR TRIM, PTD.;

CONTINUOUS ALONG

PERIMETER OF BUILDING
4 1/2"

NOTE: PROVIDE SPLICE PLATE 

BACKUP AT ALL HORIZONTAL 

JOINTS BETWEEN LENGTHS OF 

PERFORATED BRAKE METAL 

MATERIAL 

3/4"
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0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A02.02

SECTION FLASHING DETAIL AT EXISTING MECHANICAL EQPT.1
0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A05.06

TYPICAL METAL FLASHING DETAIL AT CANOPY SCREEN2
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PANCAKE HEAD 

FASTENERS

(2) PER CLIP MIN.

PANEL CLIP PER 

MFR., TYP.

HEM

(ALLOW EXPANSION)

EAVE TRIM & 

CONCEALED CLEAT

BUTYL TUBE SEALANT 

AT RIB & PAN

MTLR-1, PRE-FINISHED

STANDING SEAM METAL

ROOFING

HIGH TEMP

UNDERLAYMENT

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

PLYWOOD ROOF DECKING

PER STRUCTURAL

1X T&G DECKING PER

STRUCTURAL; WRT-2

PROVIDE CONT. 20GA. 

ANGLE BELOW 

WATERPROOFING AT 

PLYWOOD EDGE FOR 

ATTACHMENT 

REINFORCEMENT, TYP. 

FIX FASTENER (2) 

PER PANEL

CONTINUOUS "Z" CLOSURE 

SET IN SEALANT

NOTCHED AROUND PANEL 

RIBS IN FIELD FULLY SEAL

RIDGE CAP

FASTENERS (5)

PER PANEL MIN.

PANEL CLIP PER 

MFR., TYP.

MTLR-1, PRE-FINISHED

STANDING SEAM METAL

ROOFING

HIGH TEMP

UNDERLAYMENT

4X BLOCKING PER

STRUCTURAL; PNT-2

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

1X T&G DECKING PER

STRUCTURAL; WRT-2

PLYWOOD ROOF DECKING

PER STRUCTURAL

PANCAKE HEAD 

FASTENER

WITH BUTYL 

TUBE SEALANT

RAKE FLASHING & 

CONCEALED CLEAT

MTLR-1 RIB

PANEL CLIP 

PER MFR.

HIGH TEMP 

UNDERLAYMENT

1X T&G DECKING PER

STRUCTURAL; WRT-2

PLYWOOD ROOF DECKING

PER STRUCTURAL

BUILT-UP WOOD ROOF

TRUSS PER STRUCTURAL;

PNT-2

4X BLOCKING PER

STRUCTURAL; PNT-2

PROVIDE CONT. 20GA. 

ANGLE BELOW 

WATERPROOFING AT 

PLYWOOD EDGE FOR 

ATTACHMENT 

REINFORCEMENT, TYP. 
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A05.12

0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A03.01

TYPICAL EAVE DETAIL1
0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A03.01

TYPICAL RIDGE DETAIL2
0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A05.08

TYPICAL GABLE EDGE DETAIL3

NOTES

1. ROOF DETAILS THIS SHEET ARE TO BE

INTERPRETED IN CONJUNCTION WITH 

METAL ROOF MANUFACTURER'S 

STANDARD DETAILS & INSTALLATION 

REQUIREMENTS; ALERT PROJECT ENGINEER 

TO ANY CONFLICTS OR DISCREPANCIES

2. NO FASTENERS TO PENETRATE BOTTOM OF 

T&G SOFFIT, TYP.
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1
 
3
/
4
"

C
L
R
.

1
3
"

C
L
R
.

1
3
"

2
'-
5
 
1
/
4
"

CLR.

12"

CONTINUOUS WOOD

CLEAT & BLOCKING, TYP.

PLAM-1 ALL 

EXPOSED 

SURFACES, TYP.

DROPPED EDGE FOR 

UNDERCABINET LIGHT, TYP. 

UNDERCABINET LIGHT PER 

ELECTRICAL; REFER TO 

PLANS & SPECIFICATIONS

FF
16.30

4
"

1
'-
2
"

6
"

4
 
1
/
2
"

1
 
1
/
2
"

2
'-
6
"

4
"

3/4"

BACKSPLASH,

PLAM-1

COUNTERTOP,

PLAM-1

RADIUSED OAK NOSING,

TYP.

DRAWER 

HANDLE, TYP.

DRAWER,

PLAM-1

DRAWER,

PLAM-1

FILING DRAWER,

PLAM-1

WALL BASE, RB-1

CONTINUOUS WOOD

CLEAT & BLOCKING, TYP.
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A05.21

0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A04.10

TYPICAL OPEN SHELVING SECTION2
0

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.50

SCALE: 3" = 1'-0"

0.5

A04.10

TYPICAL BASE CABINET SECTION1
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1
3
'-
0
"
 
*

16'-10" *

9" 3'-6 1/4" * 8'-3 1/2" 3'-6 1/4" * 9"

E.1 E.2

E.A

E.B

A05.31
A

A05.31
B

1
A05.32

2
A05.32

A05.33
5

A05.33
6

ABOVE

ELEC. POWER 

DISTRIBUTION 

CAB. & 

TRANSFORMER 

PER ELECTRICAL

CONCRETE EQPT 

PEDESTAL PER 

ELECTRICAL

LINE OF 2X8 

CEDAR CAP 

ABOVE

14.12

9
"

3
'-
1
0
"
 
*

3
'-
1
0
"
 
*

3
'-
1
0
"
 
*

9
"

3'-10" * 3'-10" * 3'-10" * 3'-10" *

2
A05.31

A05.33
3

A05.33
4

ABOVE

MIN

4'-2" 7'-0" *

MIN

4'-2"

M
IN

4
'-
2
"

3
'-
2
"
 
*

M
IN

4
'-
2
"

EDGE OF 

FOUNDATION 

HSS5X3X1/4 

GATE POSTS,

TYP.

E.1E.2

5
"

7
'-
1
"

3
"

1X6 CEDAR 

TRIM, PNT-2

1X4 CEDAR 

PICKETS, STN-1

STAINLESS WELD 

HINGE, TYP; (4) 

PER LEAF; SEE 

NOTE #7

STAINLESS GATE 

LOCK OFOI

E
Q

E
Q

5/4X4 CEDAR 

TRIM, PNT-2

GAP, TYP.

1/4"

LINE OF 

FOUNDATION 

BELOW

SLOPED CEDAR 

2X8 O/ RIPPED 

2X CEDAR CAP, 

PNT-2

7
'-
9
"

E.A E.B

CENTER 1X4 

PATTERN 

BETWEEN 6X6 

POSTS, TYP

1X6 CEDAR 

TRIM, PNT-2

1X4 CEDAR 

PICKETS, STN-1

5/4X4 CEDAR 

TRIM, PNT-2

LINE OF 

FOUNDATION 

BELOW

SLOPED 

CEDAR 2X8 

O/ RIPPED 

2X CEDAR 

CAP, PNT-2

GAP,TYP.

1/4"

1. SEE DRAWINGS ED10.00-ED10.02 FOR ELECTRICAL EQUIPMENT AND 

CONCRETE REINFORCING NOT SHOWN.

2. DIMENSIONS WITH AN ASTERISK * ARE APPROXIMATE AND ARE 

DEPENDENT ON THE ELECTRICAL EQUIPMENT DIMENSIONS. SEE SHEET 

ED10.01 FOR DETAILS

3. ALL HSS FENCE AND GATE POSTS SHALL BE CLOSE-ENDED W/ PL 

1/4" AND SEAL WELDED AT TOP ONLY

4. ALL HSS FENCE AND GATE POSTS, AND EMBEDDED HSS SLEEVES 

SHALL BE HOT-DIPPED GALVANIZED. ANGLES AND PLATES, DETAILED 

IN DRAWINGS, TO BE WELDED TO POSTS PRIOR TO GALVANIZING.

5. HSS3X3X1/4 POSTS TO USE HSS4X4X1/8 X 1'-4" EMBEDDED 

SLEEVES. HSS5X3X1/4 GATE POSTS TO USE HSS6X4X1/8 X 1'-4" 

EMBEDDED SLEEVE

6. PAINT COLOR & STAIN OF FENCE & GATES TO MATCH THOSE 

SPECIFIED FOR THE AGENT'S OFFICE BUILIDNG; REFER TO 

SPECIFICATIONS

7. GATE HINGES BASIS-OF-DESIGN PRODUCT: GUDEN #700060601837 

6X6X0.180 X 0.375 STS TYPE 304 SPUN BOTH ENDS; OR 

APPROVED EQUAL

NOTES

E.1 E.2

3
"

7
'-
1
"

5
"

1
'-
6
"

2
'-
0
"

SET HSS POSTS IN 

HSS SLEEVE W/ NON-

SHRINK GROUT, TYP.

CRUSHED SURFACING 

PER ED10.01

HSS2X2X1/8 HDG 

GATE FRAME

HSS5X3X1/4 

GATE POST

SLOPED CEDAR 2X8 

O/ RIPPED 2X 

CEDAR CAP, PNT-2

HSS3X3X1/4 

POST, TYP

1X4 CEDAR 

PICKETS, STN-1

2X6 P.T. RAIL, PNT-2

7
'-
9
"
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A05.31

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A01.02

ELECTRICAL SCREENING FENCE PLAN1

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A05.31

FRONT ELEVATIONA
0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A05.31

SIDE ELEVATIONB

0

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

210

SCALE: 1/4" = 1'-0"

21

A05.31

ELECTRICAL SCREENING SECTION2
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119

64



1
A05.33

7
'-
4
"

5
"

1
'-
6
"

4"W X 24"L 14GA 

STAINLESS PLATE, 

FASTENED TO HSS 

FRAME W/ SELF-

TAPPING STAINLESS 

SCREWS AT 5" O.C.

5/8"Ø STAINLESS 

STEEL CANE BOLT 

FASTENED TO HSS 

FRAME

PROVIDE 1"Ø HOLE 

FOR CANE BOLT 

RECESS

GAP,TYP.
1/4"

2
A05.33

8D STAINLESS 

NAILS AT 12" 

O.C. ALONG TOP

CONCRETE 

FOUNDATION PER 

ELECTRICAL

HSS SLEEVE 

BEYOND

1X4 CEDAR 

PICKETS, STN-1

HSS2X2X1/8 HDG 

GATE FRAME

HSS5X3X1/4 

GATE POST

SLOPED CEDAR 2X8 

O/ RIPPED 2X 

CEDAR CAP, PNT-2

STAINLESS WELD 

HINGE, TYP; (4) 

PER LEAF; SEE 

NOTE #7

HDG PLATE EACH 

SIDE; REFER TO 

DETAILS

TYPICAL HORIZONTAL TRIM 

ASSEMBLY FASTENED TO HSS 

GATE FRAME W/ STAINLESS 

SELF-TAPPING SCREWS

VERTICAL 2X4, 

PNT-2 BETWEEN 

HORIZONTAL 

RAILS, TYP. AT 

GATE; FASTEN TO 

HSS GATE FRAME

2X6 P.T. RAIL, PNT-2

2X6 P.T. 

RAIL, PNT-2

2X6 P.T. RAIL, PNT-2

(1) L2X2X1/4 

WELDED TO EACH 

GATE POST FOR 2X 

CEDAR CAP 

SUPPORT, TYP.

2X6 P.T. RAILS 

CONNECTED TO HSS 

POSTS W/ (2) 1/4" 

Ø HDG THRU-BOLT; 

PROVIDE NUT & 

WASHER BOTH SIDES; 

COUNTERSINK AT 2X6 

FACE, TYP.

7
'-
9
"

2X4 P.T. ANGLED 

SUPPORT; PNT-2; 

TYP.

(2) 8D STAINLESS 

NAILS PER BOARD, 

TYP.

3/4"

LEAF WIDTH 

3'-11"1/2"
8D STAINLESS 

NAILS AT 12" O.C. 

ALONG TOP

(2) 8D 

STAINLESS NAILS 

PER BOARD, TYP

1X4 CEDAR 

PICKETS, STN-1

GAP,TYP.
1/4"

3
"

7
'-
1
"

5
"

1
'-
6
"

CONCRETE 

FOUNDATION PER 

ELECTRICAL

HSS SLEEVE 

BEYOND

SLOPED CEDAR 2X8 

O/ RIPPED 2X 

CEDAR CAP, PNT-2

HSS3X3X1/4 

POST, TYP

2X6 P.T. RAIL, PNT-2

2X6 P.T. RAIL, PNT-2

2X6 P.T. RAIL, PNT-2

2X6 P.T. RAILS 

CONNECTED TO HSS 

POSTS W/ (2) 1/4" 

Ø HDG THRU-BOLT; 

PROVIDE NUT & 

WASHER BOTH SIDES; 

COUNTERSINK AT 2X6 

FACE, TYP.

(2) L2X2X1/4 

WELDED TO EACH 

POST FOR 2X CEDAR 

CAP SUPPORT, TYP.

7
'-
9
"

1X4 CEDAR 

PICKETS, STN-1

3
"

7
'-
1
"

5
"

1
'-
6
"

GAP,TYP.

1/4"

8D STAINLESS NAILS AT 

12" O.C. ALONG TOP

CONCRETE 

FOUNDATION PER 

ELECTRICAL

HSS SLEEVE 

BEYOND

SLOPED CEDAR 2X8 

O/ RIPPED 2X CEDAR 

CAP, PNT-2

HSS3X3X1/4 

POST, TYP

TYPICAL HORIZONTAL 

TRIM ASSEMBLY:

1X6 CEDAR TRIM, PNT-2 

O/ 1X4 VERTICAL CEDAR 

PICKETS, STN-1 

O/ 2X6 P.T. RAIL, 

PNT-2

TYPICAL HORIZONTAL 

TRIM ASSEMBLY

TYPICAL HORIZONTAL 

TRIM ASSEMBLY

2X6 P.T. RAILS 

CONNECTED TO HSS 

POSTS W/ (2) 1/4"Ø 

HDG THRU-BOLT; 

PROVIDE NUT & 

WASHER BOTH SIDES; 

COUNTERSINK AT 2X6 

FACE, TYP.

(2) L2X2X1/4 

WELDED TO EACH 

POST FOR 2X CEDAR 

CAP SUPPORT, TYP.

7
'-
9
"

A05.33
7
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A05.32

0

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

2412

A05.31

GATE LEAF VIEW FROM INSIDE1
0

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

2412

A05.31

TYPICAL CENTER POST2
0

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

24120

SCALE: 1/2" = 1'-0"

2412

TYPICAL CORNER POST3
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E.A

LINE OF SLOPED 

CEDAR 2X8 CAP 

ABOVE

1X6 CEDAR TRIM, 

PNT-2, BELOW

1X4 CEDAR 

PICKETS, STN-1

1/2" 1/4"

7
 
1
/
4
"

5
"

1/4"
1/2"

1/4"

5/4X4 CEDAR 

TRIM, PNT-2

2X6 P.T. RAIL, 

PNT-2 VERTICAL 2X4, PNT-2 

BETWEEN HORIZONTAL RAILS, 

TYP. AT GATE; FASTEN TO 

HSS GATE FRAME

HSS2X2X1/8 HDG 

GATE FRAME

STAINLESS PLATE, 

FASTENED TO HSS 

FRAME BELOW

E.1

E.A

SLOPED CEDAR 2X8 

CAP; PNT-2, TYP  

LINE OF RIPPED 2X 

BELOW, PNT-2, TYP 

7
 
1
/
4
"

6
 
1
/
4
"MITERED CUT, TYP.

E.1

E.A

LINE OF SLOPED 

CEDAR 2X8 CAP 

ABOVE

5/4X4 CEDAR 

TRIM, PNT-2

1/4"

1X4 CEDAR 

PICKETS, STN-1

2X6 P.T. RAIL, 

PNT-2

1X6 CEDAR TRIM, 

PNT-2

2X6 P.T. RAILS CONNECTED 

TO HSS POSTS W/ (2) 

1/4"Ø HDG THRU-BOLT; 

PROVIDE NUT & WASHER 

BOTH SIDES; COUNTERSINK AT 

2X6 FACE, TYP.

HSS3X3X1/4 

POST, TYP

E.A

LINE OF SLOPED CEDAR 

2X8 CAP ABOVE

5/4X4 CEDAR TRIM, PNT-2

1/4"

1X4 CEDAR PICKETS, STN-1

2X6 P.T. RAIL, PNT-2

1X6 CEDAR TRIM, PNT-2

VFY W/ MFR.

3/4"

HSS5X3X1/4 GATE 

POST

STAINLESS WELD HINGE, TYP; 

(4) PER LEAF; SEE NOTE #7

1/4" THICK HDG PLATE, 

WELDED TO HSS POST, 

GATE FRAME, & HINGES; 

EXTEND FULL HEIGHT OF 

GATE LEAF

HSS2X2X1/8 HDG 

GATE FRAME

1/4"Ø HDG THRU-BOLT; 

PROVIDE NUT & WASHER 

BOTH SIDES; COUNTERSINK 

AT 2X6 FACE, TYP.

E.A

SLOPED CEDAR 2X8 

CAP; PNT-2, TYP  

LINE OF RIPPED 2X 

BELOW, PNT-2, TYP 

7
 
1
/
4
"

6
 
1
/
4
"

CAPPED END OF 

HSS5X3X1/4 GATE 

POST BELOW

HINGE BELOW

1/2"

E.A

7
 
1
/
4
"

6
 
1
/
4
"

1/2"

1
 
1
/
2
"

SLOPED CEDAR 2X8 

CAP; PNT-2, TYP  

LINE OF RIPPED 2X 

BELOW, PNT-2, TYP 

NOTCH INSIDE OF 

2X8 CAP CORNER 

FOR DOOR SWING 

CLEARANCE 

SLOPED CEDAR 2X8 

CAP; PNT-2, TYP  

RIPPED 2X CEDAR 

CAP, PNT-2

1X6 CEDAR 

TRIM, PNT-2

1X4 CEDAR 

PICKETS, STN-1

2X6 P.T. RAIL, 

PNT-2

L2X2X1/4 WELDED  

TO POST  

HSS3X3X1/4 

POST, TYP

1/4"Ø HDG THRU-BOLT; 

ADJUST LENGTH FOR ANGLE 

THICKNESS AT CORNERS; 

STAGGER HOLES FOR FOR 

CLEARANCE WITHIN HSS, TYP.
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